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EVENT START OF
OCCURRED NUMBER TYPE EVENT

1 D2
2U1
3 U2
4 U1l
5 D1
6 U1
7 U1l
8 Ul
9 U2

10 U1

11 D1

12 U1

13 U1

14 U1

15 U1

16 MO

17 U1

18 U1

19 D2

20 D1

21 U1

22 MO

22 SF

23 U1

24 U1

25 D1

26 PD

27 U1

28 U1

29 U1l

30 U1

31 MO

32 PO

33 D2

34 D1

35 D2

36 U1

37 U1

38 D2

39 D2

40 D2

41 D2

42 D2

6/10/1986 11:15
6/13/1986 16:25
6/16/1986 20:07
6/21/1986 10:39
6/22/1986 1:14
6/25/1986 1:36
6/25/1986 11:38
7/5/1986 15:31
7/12/1986 17:40
7/18/1986 9:29
7/19/1986 12:16
7/22/1986 19:48
8/8/1986 23:09
8/14/1986 22:55
8/20/1986 9:39
8/30/1986 0:08
9/9/1986 18:31
9/9/1986 21:43
9/10/1986 17:10
9/12/1986 0:48
9/21/1986 23:15
9/22/1986 3:15
9/23/1986 6:28
9/23/1986 10:38
9/25/1986 8:53
9/26/1986 13:49
9/27/1986 15:30
9/28/1986 2:17
10/3/1986 15:12
10/12/1986 1:04
10/12/1986 4:12
10/18/1986 0:36
10/31/1986 22:48
12/4/1986 8:55
12/9/1986 13:52
12/11/1986 5:27
12/11/1986 18:01
12/11/1986 19:18
12/12/1986 5:35
12/27/1986 6:30
12/31/1986 18:53
12/31/1986 19:51
12/31/1986 23:00

6/16/1986 6:33
6/14/1986 5:25
6/21/1986 6:50
6/21/1986 13:22
6/22/1986 7:30
6/25/1986 8:30
6/25/1986 20:30
7/6/1986 3:20
7/13/1986 17:53
7/18/1986 14:02
7/19/1986 14:03
7/23/1986 5:25
8/9/1986 8:09
8/15/1986 8:14
8/20/1986 12:06
9/2/1986 6:55
9/9/1986 20:56
9/10/1986 2:03
9/12/1986 0:48
9/13/1986 18:45
9/22/1986 3:15
9/23/1986 6:28
9/23/1986 10:28
9/23/1986 15:35
9/25/1986 13:13
9/27/1986 14:00
9/28/1986 13:40
9/28/1986 3:58
10/3/1986 22:00
10/12/1986 4:05
10/12/1986 5:20
10/19/1986 2:37
11/9/1986 14:35
12/5/1986 0:15
12/9/1986 14:25
12/12/1986 5:35
12/11/1986 18:48
12/11/1986 20:42
12/12/1986 21:20
12/27/1986 19:30
12/31/1986 19:51
12/31/1986 23:00
1/1/1987 0:00
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END OF EVENT CAPACITY CAPACITY CODE DESCRIPTION

3410 PIPE WRENCH LODGED INSIDE PUMP CAUSING HIGH VIBRATIONS.
9900 CONVERTER STATION OPERATOR ERROR; GROUND SWITCH NOT OPENED.
1050 SUPERHEATER TUBE FAILURE.
9900 HIGH DRUM LEVEL TRIP, OSCILLATIONS IN DRUM LEVEL DUE TO MANUAL FW CONTROL.
1475 1D INDUCTION FAN CONTROLLER MALFUNCTION.
3644 SHORT IN CROSS TRIPPING CIRCUITRY TRIPPED CONVERTER STATION TRIGGERING UNIT TRIP.
3659 FALSE DIFF RELAY TRIP DUE TO GROUND IN PLANT DC POWER SUPPLY.
4302 DC RUNBACK CAUSED BY MAINT ACTIVITY AT ICS. TURB TRIP ON THRUST BRG WEAR DETECTION.
1020 CONVECTION PASS WALL TUBE LEAK.
9320 AC TRANSMISSION TRIP CAUSED UNIT TRIP ON UNDER FREQUENCY.
250 TWO COAL FEEDERS TRIPPED LEAVING FOUR OPERATING, REDUCED LOAD.

4302 POWER LOAD UNBALANCE, BIPOLE BLOCK DUE TO LIGHTNING STRIKES, UTR DUE STM FLOW BLOCK.

1450 HIGH FURNACE.PRESSURE TRIP.
3360 FAULTY POLISHER BYPASS VALVE CAUSED COND PMP TRIP & UNIT TRIP ON LOW DRUM LEVEL.
3360 FAULTY POLISHER BYPASS VALVE CAUSED COND PMP TRIP & UNIT TRIP ON LOW DRUM LEVEL.
8210 REPAIR LEAKY VALVES.
9900 ECC REQUEST WRONG ARMING CONFIGURATION, POLE 2 TRIP CAS CROSSTRIP.

530 MANUAL INITIATION OF UNIT TRIP DUE TO HIGH MAIN STEAM TEMPERATURE.
3210 HIGH VIBRATION ON 1A CIRC WATER PUMP. REPLACED PUMP.
3211 BURNED UP CWP 1A ON STARTUP, REPLACED MOTOR
9900 OPER ERROR. ACCIDENTLY CLOSED BFP DISCHARGE VALVE. UNIT TRIP ON LOW DRUM LEVEL.
1020 CONVECTION PASS TUBE LEAK REPAIR.

360 STARTUP FAILURE DUE TO IGNITER PROBLEMS.
4269 TRIP ON LOW DRUM LEVEL. SUSPECT MAIN STEAM WARMING VALVE LOGIC MALFUNCTION.
9900 CONVERTER STATION OPERATOR ERROR. ISOLATED COOLING WATER TO CONVERTER VALVES.

1475 1D FAN 1B LOST MIDICON CNTRL AND BURNED BEARING. ALSO ID FAN 1D WAS RUNNING HALF PWR.

3619 MAINTENANCE ON MICROWAVE SYSTEM AT CONVERTER STATION.
4302 EMERGENCY TRIP SYSTEM ELECTRICAL TEST FAILURE.
9900 CCS SOFTWARE BLOCK ACCIDENTALLY DELETED RESULTING IN DRUM LEVEL TRIP.
9900 OPERATOR ERROR. TRIPPED BFPT 1A DURING ROUTINR TEST. UNIT TRIPPED ON LOW DRUM LEVEL.
9900 OPERATOR ERROR. SWITCHED OFF POWER TO EHC CABINET TRIPPING UNIT.
680 MAINT ON SAFETY VALVE IN THE HP FW HTR SYSTEM. NORMAL SHUTDOWN.
1800 BOILER SCHEDULED OUTAGE. SYSTEM MAINTENANCE & REPAIR/COMPONENT ADJUSTMENTS.
3410 OIL LEAK AT OUTBOARD BEARING BFP. 18. REPLACED "0" RINGS AND GASKET.
340 BOILER RUNBACK- 4 OF 6 PULVERIZERS TRIPPED. ’
3110 CONDENSER 1A TUBE LEAK.
1799 UNIT TRIP LOW FURNACE PRESSURE.
9900 TRIP LOW DRUM LEVEL. OPERATOR STARVED DRUM.
3110 CONDENSER 1A TUBE LEAK WEST PASS.
3110 CONDENSER 1C WEST PASS, 3 TUBE LEAKS PLUGGED.
30 COAL HANDLING EQUIPMENT PROBLEMS.
30 COAL HANDLING EQUIPMENT PROBLEMS.
30 COAL HANDLING EQUIPMENT PROBLEM.

EVENT
HOURS

139.30
13.00
106.72
2.72
6.27
6.90
8.87
11.82
24.22
4.55
1.78
9.62
9.00
9.32
2.45
78.78
242
4.33
31.63
41.95
4.00
27.22
4.00
4.95
4.33
2418
2217
1.68
6.80
3.02
1.13
26.02
207.78
16.33
0.55
2413
0.78
1.40
" 15.75
13.00
0.97
3.15
1.00

NET Lost
DEPENDABLE Generation
CAPACITY MW-hr
800 19,502
800 10,400
800 85,376
800 2,176
800 564
800 5,520
800 7,096
800 9,456
800 19,376
800 3,640
800 249
800 7,696
800 7,200
800 7,456
800 1,960
800 63,024
800 1,936
800 3,464
800 5,061
800 6,712
800 3,200
800 21,776
800 3,200
800 3,960
800 3,464
800 1,934
800 5,321
800 1,344
800 5,440
800 2,416
800 ~ 904
800 20,816
800 166,224
800 2,269
800 283
800 10,376
800 624
800 1,120
800 5,198
800 3,120
800 378
800 803
800 240
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1D2
2 D2
3 PO
4Uu1
5Uu1
6 Ul
7Ul
8 D4
9 D1
10 U1
11 V1
12 RS
13 U1
14 U1
15 U1
16 PO
17 U1
18 U1
19 U1
20 U1
21 MO
22 U1
23 D1
24 PO
24 SF
25 D1
26 D1
27 D1
28 U2
29 D2
30 U2
31 U2
32 U2
33 D2
34 U1
1U2
2 PO
3 D2
4 U1
5 SF
6 D2
7 D1
8 D1
9 D2
10 D2
11 u1

1/1/1987 0:01
1/14/1987 23:18
1/16/1987 5:05
1/20/1987 3:49
1/26/1987 12:35
2/6/1987 10:36
2/13/1987 20:10
2/27/1987 23:00
2/28/1987 3:32
3/5/1987 21:03
3/14/1987 21:07
3/18/1987 15:05
4/5/1987 17:19
4/10/1987 1:02
4/20/1987 7:13
5/1/1987 23:03
7/27/1987 0:04
8/23/1987 1:53
8/23/1987 4:51
8/23/1987 6:25
9/18/1987 14:40
9/21/1987 11:14
10/17/1987 8:04
10/31/1987 0:49
11/14/1987 10:00
11/16/1987 2:30
11/16/1987 3:00
11/17/1987 7:24
11/27/1987 11:35
11/28/1987 6:56
12/1/1987 3:17
12/4/1987 23:10
12/18/1987 7:06
12/20/1987 13:46
12/31/1987 9:15
2/19/1988 23:54
3/18/1988 22:52
4/10/1988 7:30
4/27/1988 13:13
4/28/1988 7:40
5/22/1988 22:30
6/28/1988 2:00
6/28/1988 21:40
7/2/1988 3:05
7/2/1988 3:57
7/10/1988 16:55

1/1/1987 1:09
1/15/1987 5:45
1/19/1987 0:13
1/20/1987 6:00

1/26/1987 17:25
2/6/1987 15:35
2/23/1987 20:02
2/28/1987 3:32
2/28/1987 8:10
3/5/1987 21:59
3/14/1987 22:10
3/21/1987 22:35
4/5/1987 18:23
4/10/1987 1:58
4/20/1987 9:59
5/17/1987 4:14
7/28/1987 3:11
8/23/1987 4:07
8/23/1987 5:46
8/23/1987 7:53
9/20/1987 12:20
9/21/1987 16:55
10/17/1987 9:10
11/14/1987 10:00
11/15/1987 14:41
11/16/1987 9:10
11/16/1987 9:40
11/17/1987 8:20
11/28/1987 4:34
11/28/1987 9:50
12/1/1987 5:46
12/5/1987 15:52
12/20/1987 10:41
12/20/1987 21:30
12/31/1987 11:23
2/21/1988 17:45
4/5/1988 16:32
4/11/1988 6:54
4/28/1988 7:40
4/28/1988 12:51
5/23/1988 17:30
6/28/1988 4:00
6/28/1988 22:42
7/2/1988 18:00
7/3/1988 7:22
7/10/1988 17:58
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30 COAL HANDUING EQUIPMENT PROBLEMS. LOAD LIMITED BY CLEARANCE TO CONSERVE COAL IN SILO.
3310 CONDENSER 1C WEST PASS TUBE LEAK. LOAD LIMITED BY-CLEARANCE.
1800 BLR MAINT, FLUE DAMPER ADJ. BLR INSPECTION IN PREPARATION FOR PERF. TESTING.
3412 BOTH BFPT TRIPPED STARVING FOWTR SUPPLY TO DRUM. TRIP ON LOW DRUM LEVEL.
3612 XFMR OVERPRESS. TRIP DC POLE, MONA LINES TRIP, UNIT BLACK TRIP ON LOW DRUM LEVEL. RPRD
9300 ADELANTO CONV. STATION CONTROL MALFUNCTION. CONT. ARMING TRIP ON REV. PWR PROTECTION.
9300 ADELANTO POLE BLOCK, CONTINGENCY ARMING TRIP, BLACK TRIP DAMAGED CW CROSSOVER PIPING.
9320 MICROWAVE COMMUNICATION SYSTEM OUTAGE, CLEARANCE RESTRICTION, ADELANTO SYS MAINT.
3410 BFP 1A LEAKING DRAIN VALVE REPAIR. EVENT STARTED ON MICROWAVE OUTAGE-EVENT 8.
9900 CONTINGENCY ARMING TRIP. MONOPOLAR OPERATION. CONVERTER CNTRL TESTING, PROCEDURAL ERR
9900 LOW DRUM LEVEL TRIP CAUSED BY BFPT TRIP DURING BFPT OVERSPEED TEST. OPERATOR ERROR.

O RESERVE SHUTDOWN
9900 OPERATOR ERROR ON PROCEDURES TO STANDBY START BFPT 1A MOP 1A1B. UNIT TRIP LOW DRUM LVL
1799 FURNACE PRESS. EXCURSION. TRIP ON LOW FURNACE PRESSURE. PROBABLE FD FAN CNTL PROBLEM.
3611 CONTINGENCY ARMING TRIP. ICS CAPACITOR FAILURE IN CIRC BKR (MTRBKR). TRIP ON XFER.
1800 PLANNED MAINTENANCE OUTAGE- ALL MAJOR EQUIPMENT INSPECTED.
1750 BCS TRIP. LOOSE FUSE CLIP IN BCS CABINET CAUSING CONTROL POWER INTERRUPTION.
4302 STEAM FLOW BLOCK TRIP, ETS LOGIC SEQUENCE ERROR CAUSING STEAM VALVES TO CLOSE ON TURB.
4260 OPERATOR INITIATED TURBINE MASTER TRIP BUTTON ACTIVATED. MAIN STOP VALVES NOT OPENING.
1700 LOW DRUM LEVEL TRIP- LOW LOAD DRUM LEVEL INSTABILITY IN AUTOMATIC CONTROL.
1070 REHEAT PENDANT OUTLET TUBE BUNDLE- 2 TUBE LEAKS. NORMAL SHUTDOWN-GEN RVRS PWR TRIP.
3644 CONTINGENCY ARMING TRIP, ST 2&4 MCCULLOUGH LINE TO GRND FAULT WHILE WASHING INSULATORS
338 835 MW WITH 7 MILLS I/S. 3 MILLS TRIP-REASON NOT CLEAR, 4 PULV OPERATION. -

1800 TWO WEEK SCHEDULED OUTAGE.
9900 GENERATOR SHAFT SEAL OIL SYSTEM OIL INDUCTION. PORCEDURAL ERROR. DRN VLVS NOT OPENED.
3414 BFPT 18 CNTRL VLV NOT RESPONDING. PERMIT PRESS SWTCH VIBRATED LOOSE {PS10) PREV CNTRL.

3352 HIGH SILICA CONCENTRATION IN FW SYSTEM- REDUCED DRUM PRESS. BLOWDOWN BOILER DRUM OPEN.

3620 GEN.XFMR 41 TEMP LOSS OF CLNG FAN BANK. SLIDE LINK FOR START PERM. OPEN DURING ECP249

1020 OPERATOR INITIATED, NORMAL SHUTDOWN- LOWER CONV PASS TUBE LEAK. GRND CRACK & REWELDED.

3414 BFPT 1B UNABLE TO AUTOMATE. STATION INTERLOCK PS-215 STUCK. CCS NOT INFORMED OF RESET.,
4293 EHC HIGH PRESSURE SUPPLY HEADER LEAK. WELD CRACKED DUE TO EXCESSIVE LINE VIBRATION.
4293 EHC HIGH PRESSURE SUPPLY HEADER LEAK. HIGH LINE VIBS CRACKED FITTING WELD. MIDOLE LINE
1000 BOILER WALL TUBE LEAK WESST SIDE SUPERHEAT AREA 14TH LEVEL. BENT SH TUBE BUNDLE.
3410 BFPT 1B HP STP VLV BELOW SEAT DRAIN VLV REPAIR. BFPT CONTROL MALFUNCTION.
3410 LOST BFPTS ON LOW DA LVL TRIP ON LOW DRUM LVL/LOST HP HTR A STRG (124 MW SURGE).
1030 BOILER TUBE LEAK. FRONT SCREEN TUBE/ARCH TUBE WELD FAILURE.
1800 TWO WEEK SCHEDULED OUTAGE.
3410 BFP 1B HIGH VIBRATION. LOOSE INBOARD BRNG SUPPORT BOLTS PMP REALIGNMENT.
3621 AUX XFMR 1A TRIP ON PRESS RLY TRIP. VLVS ON CLNG OIL LINES OSCILLATING OPEN. SURGE PR.
4040 SF DUE TO TURB TRIP ON HIGH VIB ON #2 BEARING.
3431 REPAIR BV-57 ON HP HTR STRING A. VALVE LEAKING EXCESSIVELY. WO# 88-85444.

340 3 PULVERIZERS QUT OF SERVICE. "A" MILL-3000 HR INSP, “H" FRAME AUGN, “G" FDR CAL.

340 3 MILLS O/S. “A“ MILL 3000 HR INSP, “H" MILL SCHED MAINT, “G" MILL INERT- SPARKS IN P8
3499 8FP 18 OUT OF SERVICE TO REPAIR BROKEN WELD ON INSTR. ROOT VALVE.
3440 He HTR STRING B REMOVED FROM SERVICE TO REPAIR TUBE SIDE LEAKS.
9300 VICTORVILLE/LUGO LINE FAULT, ELECTRICAL SYS. DISTURB BFP 18 TRIP. UNIT TRIP LOW DRUM

113
6.45
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4.53
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0.93
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79.50
1.07
0.93
2.77
365.18
2712
223
0.92
147
45.67
5.68
1.10
345.18
28.68
6.67
6.67
0.93
16.98
290
248
16.70
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213
41.85
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1.05
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271
1,548
53,704
1,744
3,864
3,984
191,896
1,133
648
744
840
63,600
856
744
2,216
292,144
21,696
1,784
736
1,176
36,536
4,544
253
276,144
22,944
500
1,161
65
13,584
218
1,984
13,360
41,264
580
1,704
33,480
339,736
1,872
14,760
4,144
380
128
66
1,119
548
840
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12 U1
13 D1
14 U1
15 MO
i6 MO
17 D2
18 U1
19 U1
20 V1
21 MO
22 U1
23 MO
24 SF
1ul
2D
3 PO
3 SF
4 U1
5 PO
6 PD
7 PO
8 PD
9u1
10 PD
11 MO
12 MO
13 D1
14 MO
15 MO
16 MO
17 D1
18 ul
19 SF
20 SF
21 PD
22 D2
23 U1
24 SF
25 D1
26 U1
27 MO
33 D1
28 D1
29 PO
30 D1
31 U1

7/22/1988 15:49
7/23/1988 1:06
8/25/1988 19:56
8/27/1988 18:45
10/8/1988 2:47
10/9/1988 9:45
10/27/1988 11:16
10/27/1988 19:09
11/24/1988 6:31
11/26/1988 22:38
11/27/1988 19:19
12/17/1988 0:00
12/17/1988 22:33
1/2/1989 4:59
1/22/1989 7:18
1/27/1989 21:46
1/27/1989 22:05
1/28/1989 1:01
1/28/1989 5:15
3/29/1989 3:55
3/29/1989 12:12
3/30/1989 4:20
3/30/1989 5:26
3/30/1989 6:52
4/1/1989 7:59
4/17/1989 23:12
5/19/1989 5:20
5/24/1989 20:57
6/8/1989 20:59
6/17/1989 1:38
7/10/1989 14:16
8/21/1989 20:26
8/21/1989 21:36
8/21/1989 22:36
8/28/1989 23:00
9/13/1989 14:19
9/18/1989 9:23
9/18/1989 10:17
9/18/1989 17:25
10/5/1989 12:47
10/26/1989 19:49
11/7/1989 15:11
11/8/1989 16:05
11/10/1989 22:01
11/18/1989 20:30
11/20/1989 13:29

7/23/1988 1:06
7/23/1988 9:40
8/25/1988 22:38
8/28/1988 20:22
10/9/1988 5:51
10/9/1988 11:50
10/27/1988 13:19
10/29/1988 0:28
11/24/1988 12:51
11/27/1988 18:11
11/27/1988 19:54
12/17/1988 22:33
12/18/1988 1:08
1/2/1989 11:15
1/22/1989 9:36
1/27/1989 22:05
1/27/1989 23:35
1/28/1989 5:15
3/29/1989 3:55
3/29/1989 12:12
3/30/1989 4:20
3/30/1989 5:26
3/30/1989 6:52
3/31/1989 8:52
4/2/1989 3:32
4/19/1989 7:20
5/19/1989 6:00
5/25/1989 2:31
6/10/1989 13:37
6/18/1989 13:57
7/10/1989 21:12
8/21/1989 21:36
8/21/1989 22:36
8/22/1989 0:36
8/29/1989 3:54
9/14/19893:50
9/18/1989 10:17
9/18/1989 11:48
9/25/1989 20:45
10/5/1989 17:01
10/27/1989 18:04
11/8/1989 1:32
11/8/1989 17:14
11/18/1989 4:22
11/18/1989 23:33
11/20/1989 14:48
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1850 MANUALLY INITIATED TRIP DUE TO LOW BOILER PH LEVEL. COMB GAS RH CONTAMINATION.
1850 LOW BOILER PH. COMB GAS REHEAT SYSTEM CONTAMINATION FOLLOWING TUBE LEAK REPAIR.
3653 UGHTNING STRIKE ADELANTO BIPOLE BLOCK. CAS SUPER TRIGGER S TRIP.
510 REPAIR LEAKING REUIEF VALVE SGA-RV-5.
4401 BIPOLE SCHEDULED INSPECTION AND REPAIR.
3410 8FP 1A OUT OF SERVICE TO REPLACE LEAKING PS-194 ON PUMP LUBE OIL SYSTEM.
9900 1CS OPERATOR ERROR. PHASE TO GRND FLASHOVER FROM WATER SPRAY WASHING OF INSULATOR.

9300 PROGRAM SEQUENCE ERROR IN DISCONNECT CONTROL AT ADELANTO. RESULT DISCONNECT MELTDOWN.

9300 MONA LINE 1 B PHASE TO GRND FAULT. SPD RELAY TRIPPED TIE LINES. "UNIT BLACK TRIP".
500 REPAIR MAIN STEAM SAFETY VALVE #5.
1700 LOW DRUM LEVEL TRIP ON INITIAL LOADING FOLLOWING MAINTENANCE OUTAGE.
1320 NORMAL SHUTDOWN TO REPAIR BRACKETS ON BOILER SCREEN TUBES.
1700 STARTUP FAILURE BOILER TRIP ON DRUM LEVEL.
9300 MONA LINE #2 LINE-TO-GROUND FAULT, SPD RELAY MISOPERATION
3619 1CS POLE TRIP - CONVERTER STATION RUNBACK
9999 UNIT TRIP DUE TO LOW DRUM LEVEL DURING BFPT A TRIP TEST RUNBACK.
3839 STARTUP FAILURE DUE TO STEAM SUPPLY TROUBLE
3499 U1 HIGH DRUM LEVEL CAUSED BY FEEDWATER CONTROL PROBLEMS.
4401 SCHEDULED MAINTENANCE OUTAGE
4499 PD FOR ON-LINE BALANCING AND TESTING
4460 NORMAL SHUTDOWN TO PERFORM TURBINE OVERSPEED TESTING AND VALVE TIGHTNESS TESTS.
4499 PD FOR ON-LINE BALANCING AND TESTING. - -
4301 CONTROL SYSTEM ON TURBINE RAN VALVES CLOSED WHEN PLACED TURBINE IN AUTO.
4499 PD FOR ON-LINE BALANCING AND TESTING.
4560 NORMAL SHUTDOWN PLACE BALANCE SHOT GENERATOR FAN RING COLLECTOR.
1020 NORMAL SHUTDOWN REPAIR BLR TUBE LEAKS IN CONVECTION PASS LEFT HAND SIDEWALL.
340 DERATING DUE TO PULV B & D TRIPPING WITH PULV C & E O/S FOR REPAIRS, RESULT 4 PULV I/S
4420 UNIT OFFUINE TO BALANCE MAIN TURBINE IN LP SECTION A.
1060 REHEAT TUBE LEAK AROUNDSUPPORT CLIP AREA NEAR THE ROOF.
1060 REHEAT OUTLET BANK TUBE LEAK.
3619 ICS POLE 1 TRIP RESULTING IN CONVERTER STATION RUNBACK.
3159 MAIN TURB LOW VACUUM TRIP DUE TO HOTWELL LVL CNTRL RESULT IN HI BACKPRESSURE.
3159 INVESTIGATING LOW VACUUM & RESTORING COND STORAGE TANK LEVEL.
4301 UNABLE TO ACCEL TO 3600 RPM, FOUND BAD ACCELERATION AMPUIFIER ON PRI SPEED CARD EHC SY
3170 CONDENSER INSPECTION COATINGS & CATHODIC PROTECTION ON B UPPER PASS, A & C INNER PASS.
9300 1CS POLE 1 POLE CONTROLLER PROBLEM, MOTHER BOARD ON DS 8 COMPUTER REPLACED.
9300 SMF TRIP CAUSED BY FIRING LOGIC CONTROL AT ADELANTO.
1799 FURNACE PROBE PERMISSIVE LIMIT SWITCH.
3410 MAIN BOILER FEED PUMP 1A FAILURE.
370 FUSE BLEW IN BURNER CONTROL SYSTEM (BCS) COMMON CABINET.
1030 NORMAL SHUTDOWN TO REPAIR LEAK ON REAR SCREEN HEADER IN PENTHOUSE.
3416 A BFP OUTBOARD BEARING OIL SEAL LEAK.
1415 FD FAN 1B PMCS TROUBLE CAUSED BLADE PITCH TO GO TO MINIMUM, PMCS BOARD REPLACED.
1800 FALL PLANNED MAINTENANCE QUTAGE.

3659 METALLIC RETURN LOST WHEN ADELANTO OPENED 2H INTERRUPTING CURRENT ON METALLIC RETURN.

3410 1A BFPT TRIPPED DUE TO DC GROUND, TURBINE TRIPPED ON THRUST BEARING WEAR.

9.28
8.57
270
25.62
27.07
2.08
205
29.32
6.33
19.55
0.58
22.55
2.58
6.27
2.30
0.32
1.50
4.23
1438.67
8.28
16.13
1.10
1.43
26.00
18.55
32.13
0.67
5.57
40.63
36.32
6.93
117
1.00
2.00
4.90
13.52
0.90
1.52
171.33
4.23
2225
10.35
1.16
174.35
3.05
132

800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800

7,424
4,285
2,160
20,496
21,656
156
1,640
23,456
5,064
15,640
464
18,040
2,064
5,016
644
. 256
1,200
3,384
1,150,936
5,796
12,904
807
1,144
6,396
14,840
25,704
94
4,456
32,504
29,056
1,663
936
800
1,600
1,666
3,650
720
1,216
12,850
3,384
17,800
621
276
139,480
1,678
1,056

1PO8 060003~



1989
1989
1989
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990
1990

32 U1
34 D1
35 D1

1u1

201

3 D4

4 D4

5D1

6 D1

7PD

8 D1

9 D1
10 PD
11 D1
12 D1
13 D1
14 PO
15 PD
16 PD
17 D1
18 U1
19 D1
20 U1
21 u1
22 D2
23 D2
24U1
25 D2
26 PD
27 D1
28 U1
29 D4
30 D2
31 D2
32 D4
33 D1
34 PD
3501
36 U1
37 MO
38 PO
39 D4
40 U1
41 D1
42 U1
43 D1

11/30/1989 8:50
12/2/1989 10:24
12/2/1989 11:40
1/4/1990 16:18
1/31/1990 6:47
2/1/1990 7:32
2/3/1990 11:35
2/25/1990 10:31
"3/3/1990 8:26
3/10/1990 7:15
3/10/1990 12:12
3/15/1990 11:23
3/17/1990 7:15
3/21/1990 3:56
3/22/1990 18:23
3/23/1990 11:46
3/24/1990 0:00
4/1/1990 9:25
4/5/1990 21:15
4/10/1990 14:27
4/12/1990 11:38
4/27/1990 13:49
$/7/1990 3:58
5/12/1990 1:52
7/7/1990 5:45
7/7/1990 8:29
7/7/1990 8:55
7/7/1990 11:24
7/15/1990 4:00
7/23/1990 16:24
7/28/1990 17:00
7/29/1990 8:14
7/30/1990 2:09
8/10/1990 2:52
8/19/1990 6:08
8/29/1990 1:15
8/29/1990 21:50
9/2/1990 9:30
9/12/1990 16:14
9/21/1990 23:49
10/20/1990 4:12
10/21/1990 3:07
10/21/1990 6:48
12/20/1990 12:02
12/23/1990 10:21
12/28/1990 23:58

11/30/1989 16:21
12/2/1989 11:12
12/2/1989 17:34

1/4/1990 18:35
1/31/1990 13:42
2/1/1990 18:09
2/3/1990 14:35
2/25/1990 11:21
3/3/1990 9:29
3/11/1990 20:10
3/10/1990 13:11
3/15/1990 16:07
3/18/1990 19:31
3/21/1990 4:44
3/22/1990 19:01
3/23/1990 13:37.
4/1/1990 9:25
4/1/1990 17:21
4/6/1990 5:28
4/10/1990 15:01
4/12/1990 13:11
4/27/1990 14:20
S/7/1990 22:08
5/12/1990 3:04
7/7/1990 8:29
7/7/1990 11:24
7/7/1990 10:33
7/7/1990 18:30
7/16/1990 1:59
7/23/1990 17:18
7/28/1990 18:10
7/29/1990 13:40
7/30/1990 5:14
8/10/1990 4:22
8/19/1990 12:48
8/29/1990 6:00
8/30/1990 1:41
9/2/1990 11:30
9/12/1990 18:30
9/22/1990 20:13
10/21/1990 0:54

10/21/1990 19:38

10/21/1990 10:05

12/20/1990 13:35

12/23/1990 18:12
12/29/1990 6:43

450
750

585
610
560
681
690
632
800
575
632
727
416
788

430
741
723

805

750
800

700
750
625

635
635
635
635
750
750
290

(=N

633

774

632

420
710

545
875
525
645
658
600
761
535
600
686
384
747

400
695
678

761

710
760

660
710
588

600
600
600
600
710
710
256

o

600

731

600

3619 APPARENT CROSS TRIP ACTION CAUSED LOAD REJECTION WHEN STATION ISOLATED, BLACK TRIP!
260 PA FAN 2B PMCS TROUBLE, MODICON RESET.

3659 TESTING METALLIC/GROUND RETURN SEQUENCES NOTE: UNIT 2 IN STARTUP FOLLOWING PO.

3410 1A BFPT TRIPPED DUE BARE WIRE SHORTING TESTING EMERGENCY GOVERNOR WITHOUT LOCKOUT.

3659 ICS POLE 2 TRIP-FLASHOVER DC LINE CAPACITOR CAN REPLACED DUE TO INSULATOR DESTROYED.

3659 INSULATOR WASHING BY. LINE PATROL.

3629 WORK ON SEVIER ELECTRODE LINE.

1415 FD FAN 1B PMCS TROUBLE, INSTALLED NEW CPU CARD IN MODICON.

1415 FD FAN 18 PMCS TROUBLE.

3659 POLE 2 SIR (SCHEDULED INSPECTION AND REPAIR).

1415 FD FAN 1B PMCS TROUBLE - DERATE HIDDEN BY POLE 2 SIR

3600 TRANSFORMER TROUBLE AT ADELANTO. REPAIR OIL LEAK.

3659 POLE 1 SIR.

1415 FD FAN 1B PMCS FAILURE. )

3643 1APA-UPS-1A FAILED CAUSING EQUIPMENT TO TRIP.

1415 FD FAN 1B PMCS FAILED, REPLACED CPU BOARD.

1810 SPRING PLANNED OUTAGE, NOTE: DAYLIGHT SAVINGS TIME CHANGE DURING EVENT.

3659 STS POLE 2 SIR.

3410 18 BFPT EXTRACTION LEAK.

1415 FD FAN 1A PMCS TROUBLE.

3653 1CS POLE 1 FAULT AND TRIP, POLE 2 O/S FOR SIR.
260 PA FAN 2A PMCS.

4730 GENERATOR TRANSFORMER DIFFERENTIAL TRIP - A PHASE CT ON 26KV SIDE GROUNDED.

4302 ELECT LOCKOUT SOLENOID VALVE DE-ENERGIZED BEFORE ELECT TRIP VLV RESET- STM FLOW BLK TP

3210 A CWP SEAL WATER PROBLEM.

3210 A CWP SEAL WATER PROBLEM.

9900 LOW VACUUM TRIP ON CONDENSER B WHILE BALANCING CONDENSER FLOWS- PROCEDURAL ERROR.

3210 A CWP SEAL WATER PROBLEM.

3210 A CWP REPLACEMENT.

1710 PULVERIZER/FEEDER PROBLEMS.

3643 WATER INDUCTION TRIP CAUSED BY ESSENTIAL SERVICE INVERTER #1 TRANSFORMER FAILURE.

3629 SEVIER ELECTRODE LINE REPAIRS. '

3659 1CS POLE 2 THYRISTOR MONITOR SYSTEM PROBLEM

3659 ICS POLE 2 FAULTY THYRISTOR MONITOR.

3659 CLEARANCE BY ADELANTO FOR INSULATOR WASHING

3414 1A BFPT SPEED CONTROL CABINET POWER SUPPLY FAILURE.

3414 REPLACED POSITION #2 CARD IN SPEED CONTROL CABINET.

3641 REPAIR DAMAGED BREAKER ON SWGR 1A2 REQUIRED REMOVAL PA FAN 2A.

9900 LOSS PA DUCT PRESSURE - MANUAL TRIP / INADVERTENTLY DROVE DUCT PRESSURE TO ZERO. -
510 REPAIR DAMAGED MAIN STEAM SAFETY VALVE (RV-5).

4401 BI-POLE OUTAGE.

4401 1CS POLE 2 SIR.

4499 1ST STAGE PR SWITCH GROUND WHICH BLEW A FUSE IN THE BCS CABINET.
250 H FDR TRIP,:H PULV TRIP RESULTING IN 5 PULV OPERATION (E & A PULV O/S MAINTENANCE).

3620 MAIN TRANSFORMER DELUGE SYSTEM CONTACT ACTUATION- BLACK TRIP ON UNIT 1.

3659 POLE 2 BLOCKED DUE TO ADELANTO “A" PHASE TRANSFORMER TRIP.

7.52
0.80
5.90
2.28
6.92
10.62
3.00
0.83
1.05
36.92
0.98
473
36.27
0.80
0.63
1.85
200.42
7.93
8.22
0.57
1.85
0.52
1817
1.20
273
292
1.63
7.10
21.98
0.90
117
543
3.08
1.50
6.67
4.75
3.85
2.00
2.27
20.40
20.70
13.24
3.28
1.55
7.85
6.75

800
800
800
800
800
800
800
800
800
800
800

800

800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800

6,016
304
531

1,824

1,765

2,390
825
129
149

7,384

38
1,263
7,254

91

262
98
160,336

3,172

863

70
1,240
20
14,536

246
117
1,304
994
1,978
191
936
1,086
616
300
1,334
428
347
1,088
1,816
16,320
16,560
2,648
2,624
107
6,280
1,350



1990
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1991
1992
1992
1992
1992
1992
1992
1992

44 D1
1D4
2 D4
3 D4
4 D4
5 D4
6 D1
7 D2
8 D1
9 D1

10 D1

11 D4

12 D4

13 D1

38 D4

14 U1

15 ul
16 U1
17 D2
18 PO
19 MO
20 D4
21 D2
22 D1
23 D1
24 D4
25 D4
26 D4
27 D1
28 D4
29 1
30 D2
31 MO
32 u1
33 D2
34 D1
35 PD
36 D1
37 U1
1u1
2 D4
3D4
4 D4
5uU1
6 Ul
7 PD

12/30/1990 10:05
1/5/199113:15
1/6/1991 8:26
1/6/199113:31
1/7/199112:12
1/12/1991 11:18
1/24/1991 15:34
1/30/1991 7:00
2/8/1991 6:10
2/8/1991 8:50
2/8/1991 21:58
2/9/1991 6:14
2/9/1991 7:23
2/9/1991 14:53
2/10/1991 16:10
2/13/1991 19:58
2/13/1991 22:10
2/22/1991 3:49
3/13/1991 10:17
3/23/1991 0:23
4/20/1991 23:25
5/5/1991 8:07
5/5/1991 21:10
5/6/1991 7:10
5/6/1991 7:27
5/25/1991 6:02
6/29/1991 8:00
6/30/1991 8:02
7/20/1991 11:25
9/14/1991 10:30
9/19/1991 8:48
9/21/1991 12:45
10/12/1991 0:42
10/18/1991 17:20
10/18/1991 19:33
10/24/1991 1:46
10/26/1991 6:04
11/29/1991 1:18
12/25/1991 3:48
1/20/1992 14:32
1/20/1992 16:37
1/21/1992 10:07
2/5/1992 20:31
2/21/1992 9:25
2/28/1992 19:37
3/29/1992 7:16

12/30/1990 10:52
1/5/1991 17:36
1/6/1991 13:30
1/6/1991 19:05
1/7/199117:31

1/12/1991 16:29
1/24/1991 19:10
1/30/1991 10:03
2/8/1991 6:49
2/8/1991 21:58
2/9/1991 6:14
2/9/19917:23
2/9/1991 14:53
2/10/1991 16:10
2/11/1991 19:43
2/13/1991 21:30
2/13/1991 23:11
2/22/1991 5:09
3/13/1991 15:34
4/17/1991 1:39
4/21/1991 10:22
5/5/1991 13:22
5/6/1991 3:09
5/6/1991 7:27
5/6/1991 8:12
5/25/1991 12:04
6/29/1991 16:52
6/30/1991 16:36
7/20/1991 15:04
9/14/1991 16:51
9/19/1991 11:01
9/21/1991 15:52
10/14/1991 13:44
10/18/1991 18:37
10/19/1991 4:47
10/24/1991 2:40
10/26/1991 20:52
11/29/1991 2:49
12/25/1991 6:56
1/20/1992 16:37
1/20/1992 19:02
1/22/1992 15:30
2/6/1992 3:05
2/22/1992 7:58
2/28/1992 21:25
3/30/1992 19:55

558
632
632
632
632
632
632
715
635
420
815
785
290
420
785

(=]

632

635
675
540
750
635
635
635
750
300

640

750
715
330
680

750
750
750

300

526
600
600
600
600
600
600
680
600
390
780
750
264
390
750

o

600

600
635
500
710
600
600
600
710
260

600

710
675
300
640

710
710
710

260

4301 1ST STAGE B TRANSMITTER FAILURE.

3659 POLE 1 BLOCKED FOR INSULATOR CLEANING

3659 POLE 1 BLOCKED FOR INSULATOR CLEANING

3659 POLE 2 BLOCKED FOR INSULATOR CLEANING

3659 POLE 2 BLOCKED FOR INSUATOR CLEANING

3659 INSULATOR REPLACEMENT BY DWP LINE PATROL

3659 POLE 2 STOPPED TO INSPECT OIL LEAK ON CONVERTER TRANSFORMER AT ADELONTO.
3414 REPAIR POWER SUPPLIES ON B BFPT.

3659 BOILER RUN BACK DUE TO POLE 2 TRIPPING DUE TO A LINE FAULT.

3659 LINE FAULTS ON THE DC LINES, OUTPUT VOLTAGESET AT 70%.

3659 LINE FAULTS OM THE DC LINES, OUTPUT VOLTAGESET AT 70%, UNIT 2 O/S FOR SIR.
9300 WORK ON CONTINGENCY ARMING

3659 BI POLE OUTAGE WITH POWER SENT TO UP&L FROMUNIT 1.

3659 LINE FAULTS ON THE DC LINES, OUTPUT VOLTAGESET AT 70% POLE O/S FOR SIR.
9300 WORK ON CONTINGENCY ARMING

9900 LOSS OF CONDENSER VACUM DUE TO CROSSTIE OF UNIT 2'S BUILDING HEAT DRAINS.
1700 DRUM LEVEL TRIP DURING STARTUP PRIOR TO RELEASE TO ECC.

1400 SECONDARY AIR DUCT PRESS LOW TRIP DUE TO LOSS FD FAN 18 WHILE AT A LOW LOAD CONDITION.

3659 POLE 2 0/S TO REPAIR OIL LEAK AT ADELANTO

1800 UNIT 1 SPRING PLANNED MAINTENANCE OUTAGE-1991

4420 UNIT.ONE OFF LINE TO PLACE BALANCE SHOT IN MAIN TURBINE. 12 OZ. IN B COULPLING.

3659 POLE'1 BLOCKED TO REPAIR OIL LEAK

1488 1A SECONDARY AIR HEATER INSPECTION

3414 SIGNAL DEVIATION PROBLEM WITH 1A BFPT - STANDBY BFP O/S

3414 SIGNAL DEVIATION PROBLEM WITH 1A BFPT - STANDBY BFP 1C1/S

3659 POLE 1 BLOCKED TO REPAIR PRESSURE RELAY

3659 POLE 1 BLOKED FOR LINE REPAIR, INSULATOR WASHING, AND FIRE PROTECTION WORK.

3659 POLE 2 BLOCKED FOR MAINTENANCE INSPECTION - FIRE PROTECTION WORK.

3410 REPAIR OIL LEAK ON 1A BFP INBOARD BEARING RETURN LINE

3659 BIPOLE OUTAGE TO REPAIR INSULATORS AT VICTORVILLE - LOAD SENT DOWN MONA LINE.

9910 LOW VACUUM TRIP DUE TO LOSS CIRC WATER PUMPS

3659 POLE.2 0/S TO REPAIR TRANSFORMER OIL LEAK AT ADELANTO.

1060 REPAIR REHEAT TUBE LEAK

3410 BFT 1A INACTIVE THRUST BEARING WEAR DETECTION.

3410 INSTECTION OF THRUST BEARING DETECTION ON 1A BFPT.

1400 FD FAN 1B PMCS.

3659 8! POLE OUTAGE, POWER SENT TO NTS.
110 NO COALTO SILOS DUE TO LOSS OF C1 SWGR CAUSING MODICON COMMUNICATION PROBLEMS.
370 BCS COMMON PCU POWER FAILURE,

3410 BFPT 1A INACTIVE THRUST BEARING WEAR DETECTION

3410 INSPECTION OF BFPT 1A THRUST BEARING.

3410 REPAIR OF BFPT 1A THRUST BEARING WEAR DETECTION

3410 1A BFPT THRUST BEARING ADJUSTMENT

1080 TUBE LEAK IN ECONOMIZER

3210 HIGH BACKPRESSURE TRIP DUE TO LOSS A&C CIRC WATER PUMPS

3659 BI-POLE QUTAGE

0.78
4.35
5.07
5.57
5.32
5.18
3.60
3.05
0.65
13.13
8.27
1.15
7.50
25.28
27.55
1.53
1.02
133
5.28
600.27
10.95
5.25
5.98
0.28
0.75
6.03
8.87
8.57
3.65
6.35
2.22
3.12
61.03
1.28
9.23
0.90
14.80
1.52
3.13
2.08
242
29.38
6.57
22.55
1.80
36.65

800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800

214
870
1,014
1,114
1,064
1,036
720
366
130
5,383
165
58
4,020
10,365
1,378
. 1,224
816
1,064
1,056
480,216
8,760
1,050
987
84
68
1,206
1,774
1,714
329
3,429
1,776
624
48,824
1,024
831
113
7,400
243
2,504
1,664
218
2,644
591
18,040
1,440
19,791
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1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1992
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1993
1994
1994
1994
1994
1994

8 PO
9 D1
10 U1
11 u1
12 D2
13 D2
14 MO
15 D1
16 MO
17 U1
18 D1
19 D2
20uU1
21 D1
22 PD
23 D1
1D1
2U1
3ul
5D1
6 PO
7 D1
8 D1
9 D4
10 D4
11 D1
12 D4
13 D4
14 D4
15 D1
16 U1
17 U1
18 U1
19 D4
20uU1
21 U1
22 U1
23 D4
24 MO
25 MO
26 U1
1uU1
2u1
3 D1
4 U1
5D1

4/11/1992 0:22
5/3/1992 2:55
$/10/1992 3:40
5/20/1992 2:41
5/30/1992 2:25
5/30/1992 8:23
6/12/1992 22:54
7/21/1992 15:16
7/24/1992 23:06
8/1/1992 9:06
10/20/1992 6:49
10/31/1992 3:23
11/6/1992 11:34
11/6/1992 13:02
11/14/1992 6:11
11/16/1992 18:30
1/7/1993 17:07
3/4/1993 15:34
3/4/1993 17:25
3/31/1993 12:39
4/16/1993 23:10
5/10/1993 7:02
5/11/1993 15:47
5/22/1993 12:00
6/12/1993 8:15
6/16/1993 14:53
7/17/1993 23:00
8/6/1993 11:14
8/16/1993 1:00
9/20/1993 17:19
10/5/1993 8:56
10/7/1993 2:23
10/7/1993 4:12
10/7/1993 7:33
10/12/1993 7:04
10/13/1993 13:54
10/13/1993 19:03
10/14/19931:16
10/15/1993 23:44
10/17/1993 10:47
11/4/1993 14:58
1/16/1994 9:01
1/17/1994 5:33
1/18/1994 23:31
2/6/1994 15:17
3/22/1994 15:27

4/27/1992 5:39
5/3/1992 16:23
5/10/1992 5:45
5/20/1992 8:24
5/30/1992 4:30
5/30/1992 12:52
6/15/1992 6:00
7/21/1992 16:05
7/25/1992 8:32
8/1/1992 10:56
10/20/1992 7:44
10/31/1992 8:41
11/6/1992 13:02
11/7/1992 0:03
11/14/1992 20:35
11/16/1992 19:45
1/7/1993 17:55
3/4/1993 16:54
3/4/1993 19:36
3/31/1993 15:32
5/9/1993 13:02
5/10/1993 15:12
5/11/1993 16:29
5/23/1993 11:20
6/13/1993 3:30
6/16/1993 17:16
7/18/1993 4:25
8/6/1993 19:03
8/16/1993 2:51
9/20/1993 18:20
10/5/1993 11:03
10/7/1993 3:19
10/7/1993 5:00

10/8/1993 0:10 -

10/12/1993 9:22
10/13/1993 15:24
10/13/1993 22:24

10/14/1993 9:38

10/17/1993 7:34
10/17/1993 13:49

11/4/1993 17:26

1/16/1994 10:42

1/18/1994 4:12
1/19/1994 5:30
2/6/1994 16:52
3/22/1994 21:50

632

750
750

635

760
748

750
400
820
790

800

700
453
400
750
620
750
640
750
800

o

750

(=

750

o O O oo

750

734

600

710
710

600

720
708

710
375
780
750

760

659
413
360
710
580
710
600
710
760

o

710

o o

710

©c O O 0o

710

694

1810 PLANNED OUTAGE, BURNER REPLACEMENT
3659 POLE 2 TRIP DUE TO HIGH GAS INDICATION ON ACS CONVERTER XFMR

9900 APH EMERGENCY DRAIN OPENED DUE TO AMBIENT TEMPS WITH VALVE NOT ISOLATED, C VACUUM LOST

370 BCS LOSS OF POWER SUPPLY
3410 REPAIR PRESSURE SWITCH ON B BFPT
3410 8 BFPT OIL LEAK REPAIR
4555 INSPECT #13 TURBINE BEARING, REPAIR E4 & F4 BURNERS, STABILIZE SWINGING SH TUBE BUNDLE
3659 POLE 2 BLOCKED. FINE WATER HEAT EXCHANGER PROBLEM.
4840 INSPECTION OF GENERATOR ISOPHASE BUS
1480 GROUND TRIPPED MAIN BREAKER ON SUS TRIPPING2 ID FANS. HIGH FURNACE PRESSURE TRIP.
340 EMERGENCY TRIP ON B & G PULVERIZERS. REASONUNKNOWN.
3410 REPAIR LUBE OIL INSTRUMENT LINE ON "A" BFPT
3410 BFPT 1A TRIP ON INACTIVE THRUST BEARING.
3410 1A BFPT THRUST BEARING INSPECTION.
3659 BIPOLE OUTAGE.
340 G PULVERIZER EMERGENCY TRIP. E AND H PULV O/S FOR MAINT.
3502 HP HTR 68 HIGH-HIGH LEVEL TRIP.
3410 1A BFPT INACTIVE THRUST BEARING FALSE INDICATION
9900 REVERSE POWER ON DRUM LEVEL SWING ON INITIAL LOADING.
340 PULV PROBLEMS: G PULV FIRE, F PULV BROKEN LOADING RODS, AND C FEEDER REPAIRS.
3412 SPRING PLANNED OUTAGE - BFPT INSPECTIONS
9600 SCRUBBER MODULE AVAILABILITY
300 H PULY MOTOR GROUND FAULT CAUSING VOLTAGESWING ON 181 BUS RESULTING LOSS E,F,& G PUL
1488 SAH 1A GEARBOX REPAIR
3412 REPAIR 1A BFPT INBOARD BEARING.
3659 POLE 2 BLOCKED. SHEDDING LOAD DUE TO FINE WATER PROBLEMS AT ADELANTO.
3410 B BFP LEAK REPAIR.
3659 OIL LEAK ON SMOOTHING REACTOR AT ADELANTO.
3410 REPALCE TORQUE TUBE BUSHINGS ON B BFP,
280 FIVE PULV OPERATION FOLLOWING H PULV EMERGENCY TRIP.
3410 BFPT 1A TRIP. UNIT TRIP ON LOW DRUM LEVEL.
3410 BFPT 1A TRIP. UNIT TRIP ON LOW FURNACE PRESSURE.
3430 DRUM LEVEL TRIP ON INITIAL LOADING DUE TO CONTROL PROBLEMS.
3410 TROUBLESHOOT BFPT 1A TRIPPING PROBLEM.
3659 LOSS OF BOTH POLES AT ADELANTO.
260 LOSS PA FAN 2A WITH PA FAN 2B 0/S FOR DAMPER REPAIR.
3410 BFPT 1A TRIP. UNIT TRIP ON LOW DRUM LEVEL.
3410 TROUBLESHOOT-BFPT 1A TRIPPING PROBLEM.
680 REPAIR HP FW HTR STRING "A" QUTLET VALVE MBV-42.
4265 REPAIR STEAM PIPE DRAIN VALVE TGC-ACV-51 BONNET LEAK.
9920 BUS 1 BREAKER FAILURE LOCKOUT. ERROR BY DWP SYSTEM PROTECTION PERSONNEL.
9900 LOSS MCC 1A1 DUE TO MOISTURE FROM WASHDOWN.
9030 BLACK TRIP. LOSS OF TRANSMISSION SYSTEM FOLLOWING L.A. EARTHQUAKE.
3414 B BFPT TRIP. REPLACED STATION INTERLOCK PRESSURE SWITCH 213,
260 LOSS PA FANS. FAN 28 PMCS FAILURE & FAN 2A OVERCURRENT TRIP:
3619 ICS POLE 2 TRIP. BROKEN LINE ON CONV. XFMR BUSHING DURING HIGH WINDS.

389.28
13.47
2.08
5.72
2.08
4.48
55.10
0.82
9.43
1.83
0.92
5.30
147
11.02
14.40
1.25
0.80
1.33
2.18
2.88
541.87
8.17
0.70
23.33
19.25
2.38
5.42
7.82
1.85
1.02
212
0.93
0.80
16.62
2.30
1.50
3.35
8.37
31.83
3.03
2.47
1.68
22.65
5.98
1.58
6.38

800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800

311,424
2,694
1,664
4,576

187
403
44,080
164
7,544
1,464
74
488
1,176
992
6,120
25

40
1,064
1,744
115

433,496

1,152

271
10,265
1,733
524
488
1,564
167

41
1,696
744
640
1,496
1,840
1,200
2,680
753
25,464
2,424
1,976
1,344
18,120
538
1,264
676
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1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1994
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995
1995

6 PO
7 PD
8 D1
9 ul
10 U1
11 D4
12 b1
13 U1
14 U1
15 U1
16 MO
17 U1
18 PD
19 D4
20 D4
21 U1
22 D4
23 PO
24 PD
25 U1
26 U1
27 D1
28 D1
29 D1
1D1
2U1
3 D4
4 D1
5D1
6 D4
7 PO
8 PD
9uU1
10ul
11 D4
12 D2
13 D1
14 U1
15 D1
16 D1
17 D4
18 D4
19 D1
20 D4
21u1
22 U1

4/8/1994 22:58
5/7/1994 13:53
5/18/1994 7:12
5/20/1994 18:32
6/17/1994 20:29
6/18/1994 7:30
7/14/1994 14:32
7/18/1994 16:10
7/20/1994 8:37
7/25/1994 3:40
7/30/1994 0:57
8/25/1994 15:52
9/18/1994 8:26
9/23/1994 23:14
9/30/1994 23:14
10/1/1994 20:49
10/3/1994 15:58
11/29/1994 1:00
12/1/1994 17:45
12/14/1994 1:28
12/15/1994 16:11
12/15/1994 23:35

12/16/1994 13:16
12/18/1994 23:07

1/15/1995 11:27
3/2/1995 10:40
3/27/1995 6:13
3/27/1995 6:18
3/27/1995 6:33
3/28/1995 6:32
4/7/1995 22:59
5/6/1995 16:16

6/27/1995 16:00

8/26/1995 13:06

9/8/1995 1:03

9/12/1995 14:42

10/25/1995 8:19

10/25/1995 9:46

11/8/1995 11:15

11/8/1995 11:47

11/10/1995 23:16

11/11/1995 0:03
11/13/1995 7:20
12/2/1995 7:10
12/9/1995 1:25
12/9/1995 2:32

5/7/1994 13:53
5/8/1994 5:12
5/18/1994 14:10
5/20/1994 20:18
6/17/1994 21:45
6/18/1994 10:03
7/14/1994 15:18
7/18/1994 17:21
7/20/1994 9:57
7/25/1994 4:52
7/30/1994 6:57
8/25/1994 17:40
9/18/1994 17:21
9/24/1994 13:49
10/1/1994 15:34
10/1/1994 23:58
10/3/1994 17:44
12/1/1994 17:45
12/2/1994 8:46
12/14/1994 4:58
12/15/1994 19:40
12/16/1994 13:16
12/17/1994 4:12
12/19/1994 8:00
1/20/1995 19:45
3/2/1995 12:07
3/27/1995 6:18
3/27/1995 6:33
3/27/1995 18:59
3/28/1995 16:18
5/6/1995 16:16
5/8/1995 8:45
6/27/1995 17:41
8/26/1995 16:11
9/9/1995 17:30
9/12/1995 18:55
10/25/1995 9:46
10/25/1995 12:24
11/8/1995 11:47
11/10/1995 11:45
11/11/1995 0:03

11/11/1995 13:45
11/13/1995 10:57

12/2/1995 12:55
12/9/1995 2:31
12/9/1995 3:20

157

810

600
520

OO O oo

300
640
640

820

245

770
820
593
720

640
340
640
640

132

820
640
820

840
830
450
650
840
640

122
770

560
484

©C OO0 0o o

270
600
600

780

210

730
780
553
680

600
300
600
600

104

782

600
785

795

785
405
605
795
600

4400 PLANNED OUTAGE - SPRING 94 HP-P INSPECTION & REPAIR
4460 STARTUP ACTIVITES UNTIL RELEASE TO ECC.
4261 SERVO-PAC ON #3 CONTROL VALVE REPLACEMENT FOLLOWING FAILURE.
260 PMCS FAILURE ON PA FAN 2A. PA FAN 28 TRIP DUE TO RELAY MALFUNCTION.
3410 LOW DRUM LEVEL TRIP FOLLOWING BFPT 1A TRIP.
3659 CONTINGENCY ARMING PROBLEM AT ADELANTO.
260 28 PA FAN PMCS FAILURE.
3410 LOW DRUM LEVEL TRIP FOLLOWING BFPT 1A HIGH VIBRATION TRIP.
3410 BOTH BFP RECIRC VALVES FAILED OPEN. TRIP ON DRUM LEVEL.
3410 LOW DRUM LEVEL TRIP FOLLOWING BFPT 1A HIGH VIBRATION TRIP.
4420 BALANCE SHOT ON MAIN TURBINE BEAARING #3.

9910 STBY BFP RECIRC VLV FAILED OPEN WHEN CONTROL AIR LINE TO THE VLV BROKE. DRUM LVLTRIP.

3659 DC POLES 0O/S TO REPAIR INSULATORS.
3659 DC POLE #1 BLOCKED FOR WORK AT ADELANTO.
3659 DC POLE #1 BLOCKED FOR WORK AT ADELANTO.
3410 BFPT 1B HIGH VIBRATION TRIP. UNIT TRIP LOW DRUM LEVEL.
3410 8FPT 18 0/S TO REPLACE VIBRATION PROBE.
4401 FALL 94 PLANNED OUTAGE.
4460 STARTUP ACTIVITIES FOLLOWING PLANNED QUTAGE.
9300 BLACK TRIP DUE TO SYSTEM INSTABILITY.
1710 PRESSURE/DRUM LEVEL TRIP.
3410 B BFP O/S FOR REPAIRS. STABILITY PROBLEMS WITH STANDBY I/S.
3410 8 BFP O/S FOR REPAIRS. - -
3659 POLE 2 8BLOCKED. CONVERTER TRANSFORMER PROBLEMS AT ADELANTO.
3659 ICS POLE #2 DC CURRENT TRANSDUCER CATASTROPHIC FAILURE.
4650 LOW STATOR COOLING CONNECTOR RING FLOW.
3659 POLE 1 0/S FOR ACS BUS WORK.
3659 POLE 2 TRIP WHILE POLE 1 O/S.
3659 POLE 2 O/S FOLLOWING TRIP. POLE 11/S.
3659 POLE 1 0/S FOR MAINTENANCE AT ADELANTO.
4401 SPRING 95 PLANNED OUTAGE.
4460 STARTUP ACTIVITIES AND POST SIR TESTING.
3659 DC LINE FAULT CAUSED BY BRUSH FIRE. CONTINGENCY ARMING TRIP.
3412 DRUM LEVEL TRIP DUE TO B BFPT VIBRATION TRIP FOLLOWING MILL INERT.
3412 8 BPFT CUPLING AND BEARING WORK.
3659 POLE #2 O/S FINE WATER PROBLEMS AT ADELANTO
310 PULVERIZER PROBLEMS WHILE IN SIX MILL OPERATION.
3649 STATIC SWITCH FAILURE WHILE TRANSFERRING UPS LOAD TO ALTERNATE SOURCE.
310 PULV PROBLEMS WHILE IN SIX MILL OPERATION.
310 pULV PROBLEMS WHILE IN SIX MILL OPERATION.
1488 LOAD LIMIT TO TAKE OUT SAH 1B FOR MAINTENANCE REPAIR.
1488 8 SAH MOTOR AND COUPLING REPLACEMENT.
310 PULV PROBLEMS WHILE IN SIX MILL OPERATION.
3659 POLE 1 0/S FOR TRANSFORMER OIL LEAK AT ADELANTO.

1400 FURNACE PRESSURE LOW. DRAFT UPSET AFTER TAKING FD FAN O/S FOR LOW LOAD.

3412 ABFPT TRIP. DRUM LEVEL UPSET TRIPPING UNIT DURING INITIAL STARTUP.

686.92
15.32
6.97
1.77
1.27
2.55
0.77
1.18
133
1.20
6.00
1.80
8.92
14.58
16.33
3.15
1.77
64.75
15.02
3.50
3.48
13.68
14.93
8.88
128.30
145
0.08
0.25
12.43
9.77
689.28
40.48
1.68
3.08
40.45
4.22
1.45
2.63
0.53
47.97
0.78
13.70
3.62
5.75
110
0.80

800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
800
810
810
810
820
820
820
820
820
820
820
820
820
820

549,536
10,387
209
1,416
1,016
612
243
944
1,064
960
4,800
1,440
4,728
2,916
3,266
2,520
35
51,800
8,862
2,800
2,784
958
299
2,193
15,396
1,160
16
125
2,486
1,954
551,424
28,174
1,344
2,495
1,133
886
51
2,157
13
1,679
324
2,946
91
1,265
902
656
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1995
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1996
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997
1997

23 D4
1D1
2 U1
3D1
4 D2
5D4
6 D4
7 PD
8 U1
9 U1

10 PO

11 PD

12 U3

13 U1

14 U1

15 D1

16 MO

17 D2

18 D1

19 D1

20 D1

21 U1

22 D1

23 D3

24 D1

25 MO

26 PO

27 U1

28 D1

29 MO:

30 D1
1ul
2D1
3D1
4 D1
5D2
6 PO

7PD

8 D1
9 D1
10 MO
11 U3
12 D4
13 D1
14 D1
15 D1

12/21/1995 1:10
2/6/1996 8:25
2/6/1996 9:23
2/6/1996 14:10
2/6/1996 16:33
2/17/1996 5:04
2/18/1996 5:05
3/7/1996 4:03
3/14/1996 9:30
3/20/1996 12:46
3/23/1996 23:05
4/13/1996 5:12
4/27/1996 0:20
5/18/1996 1:38
5/20/1996 2:25
7/2/1996 14:25
7/12/1996 23:22
7/14/1996 11:13
8/5/1996 7:14
8/6/1996 17:24
8/8/1996 7:15
8/10/1996 16:48
8/10/1996 20:3S
8/28/1996 9:04
9/10/1996 17:00
9/13/1996 23:55

10/26/1996 0:43

10/31/1996 20:50

12/10/1996 3:45

12/20/1996 23:14

12/30/1996 6:47
1/5/1997 2:31
1/16/1997 9:30

" 1/16/1997 22:32

1/17/1997 23:39
1/22/1997 16:30
4/4/1997 23:35
5/11/1997 14:41
7/5/1997 19:00
7/30/1997 8:30
8/8/1997 19:22
8/26/1997 12:54
9/15/1997 17:00
9/22/1997 19:28
9/28/1997 18:04
10/8/1997 10:38

12/21/1995 16:45
2/6/1996 9:23
2/6/1996 14:10
2/6/1996 16:33
2/6/1996 20:58
2/17/1996 17:26
2/18/1996 18:59
3/7/1996 6:08
3/14/1996 10:56
3/20/1996 13:58
3/29/1996 6:53
4/14/1996 20:53
4/27/1996 8:37
5/18/1996 3:08
5/20/1996 4:15
7/2/1996 16:03
7/14/1996 4:14
7/14/1996 19:40
8/5/1996 8:24
8/6/1996 17:55
8/8/1996 9:30
8/10/1996 19:05
8/10/1996 21:09
9/10/1996 17:00
9/13/1996 23:55
9/14/1996 16:21
10/27/1996 21:59
10/31/1996 22:12
12/10/1996 6:45
12/21/1996 19:34
12/30/1996 8:07
1/5/1997 4:28
1/16/1997 14:55
1/17/1997 3:34
1/18/1997 1:36
1/23/1997 4:50
5/11/1997 14:41
5/12/1997 0:44
7/7/1997 2:50
7/30/1997 10:19
8/10/1997 4:10
8/28/1997 6:30
9/15/1997 21:14
9/22/1997 20:27
9/29/1997 9:28
10/8/1997 12:19

645
720
754
850

795
600

300
600
600
600
600

(=R =]

300

o

678

790
710
720
780

260
795
785

(=]

440

775

720
317
775
770

343
783
739

600
675
709
805

3431 6B FW HTR CHECK VALVE REPAIR.
3659 POLE 1 TRIPPED. INSULATOR FLASHOVER.
3659 CONTINGENCY ARMING TRIP. POLE 2 TRIP CAUSED BY INSULATOR FLASHOVER.
3659 POLE 11/S AT REDUCED VOLTAGE.
3659 POLE 21/S. POLE 1 0O/S FOR REPAIRS.
3659 POLE 2 O/S FOR INSULATOR CLEANING.
3659 POLE 1 0O/S FOR INSULATOR CLEANING.
3659 POLE 2 O/S FOR SCHEDULED WORK AT ADELANTO.
9910 LINE CURRENT BALANCE (LCB) TRANSFER TRIP. PROCEDURAL ERROR.
9910 sus 186 TRIPPED. 8FP RECIRC'S FAILED OPEN. DRUM LEVEL TRIP.
1800 SPRING 96 PLANNED OUTAGE.
3659 POLE 1&2 0/S. PLANNED SIR.
4279 REPAIR CRACK ON 14TH STAGE EXTRACTION LINE.
1415 AIR FLOW/DRAFT PROBLEMS DURING LOAD REDUCTION.
1415 LOW BOILER AIR FLOW TRIP.
9300 LOSS PACIFIC INTERTIE LINE..
1020 BLR TUBE LEAK IN CONVECTION PASS WALL BY ECON SECTION.
3410 A BFP OIL LEAK REPAIR.
260 B PA FAN PMCS FAILURE.
310 5 PULV OPERATION WITH C PULV TRIPPING.
310 G PULV PROBLEMS IN SIX MILL OPERATION.
9300 SMF ACTION TRIP DUE TO SYSTEM UPSET CAUSED BY LOSS MULTIPLE LINES & UNITS ON THE GRID.
3659 FINE WATER COOLING PROBLEMS AT ADELANTO.
855 #7 DRUM SAFETY VALVE LEAK.
855 #7 DRUM SAFETY LEAK.
855 REPAIR #7 DRUM SAFETY VALVE.
4520 FALL PLANNED OUTAGE - B-PHASE GENERATOR BUSHING LEAK REPAIR, RV-5 REPAIR.
3412 B-BFPT TRIP ON LOW LUBE OIL PRESSURE DUE TO PLUGGED ORIFICE.

3659 ECC LOST MICROWAVE COMMUNICATIONS. LOAD REDUCED DUE TO CONTINGENCY ARMING CONCERNS.

1030 BLR TUBE LEAK REPAIR NW CORNER LOWER FURNACE SIDE WALL HEADER.
310 5 PULV OPERATION. C & G PULV STATIC ELECTRICITY TRIPS. 8 O/S OVERHAUL.
1799 LOwW AIR FLOW TRIP. FUEL DEMAND FAILING TO ZERO.
30 COAL FUEL SUPPLY TO UNITS. 188 CONVEYOR O/SAND FREEZING TEMPS BOTH CONTRIBUTORS.
30 COAL FUEL SUPPLY TO UNITS. CONVEYOR 18B O/S AND FREEZING TEMPS BOTH CONTRIBUTORS.
3415 18 BFPT LUBE OIL PRESS SWITCH BLEW DIAPHRAM
300 1F PULV INBOARD BEARING. PRESS EXCURSION WHILE IN SIX PULV OPERATION.
4520 SPRING PLANNED OUTAGE. GERNERATOR OVERHAUL
4520 PLANNED DERATE FOR STARTUP ACTIVITIES FOLLOWING PLANNED OUTAGE.
300 6 MILL OPERSTION FOLLOWING MOTOR FAILURE ON H PULV.,
4261 #1 CONTROL VALVE DRIFTED CLOSED DUE TO PLUGGED SERVO.
1000 TUBE LEAK REPAIR BY LOWER EAST WW HDR.
1000 TUBE LEAK REPAIR BY LOWER EAST WW HOR.
3659 POLE 2 O/S REPAIR BAD INSULATOR.
340 S PULV OPERATION - B PULV TRIP FOR FIRE, F BROKEN LOADING ROD, AND A O/S MAINT.
340 6 PULV OPERATION - A O/S MAINT AND G FDR INSPECTION.
340 6 MILL OPERATION - FUEL AND PRESSURE SWINGING.

15.58
0.97
478
2.38
4.42

12.37

13.90
2.08
143
1.20

127.80

39.68
8.28
1.50

1.83-

1.63
28.87
8.45
1.17
0.52
2.25
2.28
0.57
319.93
78.92
16.43
46.27
1.37
3.00
20.33
133
1.95
5.42
5.03
1.95
12.33
878.10
10.05
31.83
1.82
32.80
41.60
4.23
0.98
15.40
1.68

820
820
820
820
820
820
820
820
820
820
820
820
820
820
820
810
810
810
810
810
810
810
810
810
810
810
830
830
830
830
830
830
830
830
830
830
830
830
820
820
820
820
820
820
820
830

390
213
3,920
1,238
972
2,721
3,058
458
1,173
984
104,796
20,634
6,790
1,230
1,501
215
23,385
169
117
47
68
1,847
314
4,799
1,973
13,308
38,404
1,137
1,170
16,874
73
1,619
596
2,580
107
740
728,823
4,894
1,178
147
26,896
34,112
931
142
1,709
42
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1997
1997
1997
1998
1998
1998
1998
1998
1998
1998
1998
1998
1998
1998
1998
1998
1998
1999
1999
1999
1999
1999
-1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
1999
2000
2000
2000
2000

16 D2
17 D1
18 D1
1°p0
2 PD
3PD
4 PD
5PD
6 U1
7 D1
8 D1
9 PD
10 PD
11 D1

12 MO

13 D1
14 V1
1D
2 D1
3 D2
4 PO
5PD
6 U2
7 D4
g ul
9 D4
10 D1
11 D1
12 D3
13 U2
14 D4
15 D1
16 D1
17 D1
18 D1
19Ul
20 D1
21 D4
22 U1l
231
24 D1
25 D4
1u1
2 D1
301
4 PO

10/13/1997 14:20
12/2/1997 9:49
12/5/1997 22:27
2/7/1998 0:58
3/28/1998 5:27
3/29/1998 5:14
4/12/1998 6:14
4/18/1998 6:30
4/30/1998 8:39
6/29/1998 18:09
6/30/1998 15:13
10/3/1998 18:05
11/6/1998 21:54
11/13/1998 8:16
11/13/1998 23:29
11/28/1998 2:11
12/4/1998 15:33
1/5/1999 13:46
1/15/1999 22:35
2/12/1999 7:35
2/19/1999 23:17
3/27/1999 22:25
3/30/1999 8:07
4/24/1999 12:56
5/8/1999 1:08
6/6/1999 4:45
6/13/1999 5:13
7/1/1999 19:32
—7/29/1999 12:00
8/12/1999 15:28
9/6/1999 1:32
10/8/1999 6:50
10/16/1999 1:15
10/16/1999 9:12
10/16/1999 15:09
10/16/1999 18:56
10/16/1999 22:32
11/20/1999 0:01
11/22/1999 5:19
12/3/1999 23:12
12/4/1999 2:49
12/18/1999 6:31
2/4/2000 23:58
2/16/2000 21:20
4/1/2000 12:15
4/29/2000 0:03

10/13/1997 15:10
12/2/1997 14:52
12/5/1997 23:05
2/12/1998 3:51
3/28/1998 21:08
3/29/1998 21:48
4/12/1998 19:20
4/18/1998 18:18
4/30/1998 10:09
6/29/1998 23:00
6/30/1998 16:17
10/3/1998 19:27
11/6/1998 23:31
11/13/1998 23:29
11/15/1998 3:08
11/28/1998 2:54
12/4/1998 17:37
1/5/1999 14:47
1/16/1999 0:25
2/12/1999 18:28
3/27/1999 22:25
3/29/1999 6:58
4/3/1999 16:30
4/25/1999 15:32
5/8/1999 3:06
6/6/1999 10:14
6/13/1999 7:48
7/1/1999 22:21
7/29/1999 23:03
8/15/1999 4:43
9/6/1999 8:00
10/8/1999 8:08
10/16/1999 2:10
10/16/1999 10:02
10/16/1999 18:56
10/16/1999 22:32
10/17/1999 0:03
11/20/1999 2:44
11/22/1999 10:06
12/4/1999 1:20
12/4/1999 4:30
12/18/1999 15:30
2/5/2000 1:25
2/16/2000 22:39
4/1/2000 13:08

5/6/2000 15:35

645
816
750

300
330
431
846

740
840
810
800
860

780

800
820
620

337

820

404
645
675
533

820
500
560
555
797

840

820

300

600

630
849

600
771
705

265
295
396
802

695
795
765
755
815

735

755
775
575

304.4

775

374
600
630
488

775
455
515
510
752

795

775

255

555

585
807

3659 CONVERTER POLE 2 OUTPUT CONTROLLER PROBLEMS
9290 LOAD LIMIT DUE TO POOR QUALITY COAL.
260 PA FAN 28 TRIPPED ON PMCS. CPU BOARD REPLACED.
1800 SPRING 98 PLANNED OUTAGE
3659 BI-POLE PLANNED OUTAGE. LOAD SET BY ECC.
3659 B1-POLE PLANNED OUTAGE. LOAD SET BY ECC.
3659 BI-POLE PLANNED OUTAGE. LOAD SET BY ECC.
3659 B8I-POLE PLANNED OUTAGE. LOAD SET BY £CC.
3412 BPRT 18 TRIP ON ACTIVE THRUST BEARING WEAR. UNIT TRIP ON LOW DRUM LEVEL.
340 FIVE PULV OPERATION FOLLOWING C FDR PROBLEMS AND D LOADING ROD BREAKAGE.
9290 ROCK IN COAL CAUSING FUEL TO SWING. TOOK UNIT TO MANUAL FOR STABILITY.
4303 REPLACE SERVO ON #2 CONTROL VALVE.
4300 REPLACE #3 CONTROL VALVE SERVO FILTER.
855 LOAD LIMIT DUE TO GAGGING #4 DRUM SAFETY VALVE.
855 DRUM SAFETY VALVE #4 REPAIR.
1415 FD FAN 18 TRIP. MODICON 584 CPU CARD REPLACED.

3412 8 BFPT TRIP ON ACTIVE THRUST WEAR WHILE VALVING IN LUBE OIL COOLER. DRUM LVLTRIP.

4309 MAIN TURB CV #4 WENT CLOSED. SERVO FILTER REPLACED.
9270 B FDR TRIP. WET COAL PLUGGING DISCHARGE CHUTE SWITCH.
3629 REPAIR A & C PHASE TRANSFORMER BUSHING HOT SPOTS AT ADELANTO.
4400 1999 PLANNED OUTAGE. LP TURBINES OVERHAUL.
4460 STARTUP ACTIVITIES AND TESTING FOLLOWING A PLANNED OUTAGE.
1050 TUBE LEAK REPAIR IN SSH OUTLET BANK.
3431 REPAIR LEAKING B BFPT RECIRC VALVE 1FWA-ACV-18.
4267 TRIP ON CV #3 OVERSPEED SIGNAL DURING WEEKLY TESTS.
3659 BI-POLE OUTGE WORK. LOAD SET BY ECC.
3659 ADELANTO POLE 2 8-PHASE MAIN TRANSFORMER PROBLEM.
1488 SAH 1A TRIP.
1488 SAH 1A FAILED BEARING REPAIR.
1050 SSH OUTLET TUSE LEAK.
3412 ABFPT EMERGENCY GOVERNOR REPAIRS.
260 B8 PA FAN TRIP. PMCS FAILURE. REPLACED CPU BOARD.
3412 A-BFPT TRIPPED DURING OVERSPEED TESTING. NO PROBLEM FOUND.
260 2A PA FAN TRIP. PMCS FAILURE CAUSED BY WATER [N 1/0 CABINET,
260 G PULV TRIP AND 28 PA FAN VANE PROBLEMS.
9910 LOW FURNACE PRESS TRIP CAUSED BY PA FAN PROBLEMS.
260 28 PA FAN VANE PROBLEMS. JORDAN AMPLIFIER REPLACED.
3413 ABFPT EMERGENCY LOCK-OUT REPAIRS.
1850 MANUALTRIP FOR BOILER PROTECTION FROM LOW PH EXCURSION.
4289 LOW TURBINE LUBE OIL PRESSURE TRIP WHILE TESTING S/8 START FN.
4261 #1 CV CONTROL PROBLEM ON STARTUP OF UNIT.
3110 UNIT ON BID FOR COND TUBE LEAK ON C CONDENSER REPAIR.
3408 B-BFPT TRIP DURING EMERGENCY GOVERNOR OVERSPEED TESTING.
3659 POLE #2 BLOCK. CONVERTOR STATION AT ADELANTO FLASHOVER.
310 5PULV OPERATION DUE TO C & D PULV TRIPPING WITH E O/S FOR MAINT.
1800 SPRING 2000 PLANNED OUTAGE.

0.83
5.05
0.63
122.88
15.68
16.57
13.10
11.80
1.50
4.85
1.07
1.37
1.62
15.22
27.65
0.72
2.07
1.02
1.83
10.88
863.13
32.55
104.38
26.60
1,97
5.48
2.58
2.82
11.05
61.25
6.47

1.30

0.92
0.83
3.78
3.60
1.52
2.72
4.78
2.13
1.68
8.98
1.45
1.32
0.88
183.53

830
830
830
830
830
830
830
830
830
820
820
830
830
830
830
830
830
830
830
830
830
830
830
830
830
820
820
820
820
820
820
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830

191
298

79
101,990
8,859
8,865
5.685
330
1,245
606

27

89

122
228
22,950
68
1,718
77

101
2,774
716,398
17,108
86,635
1,463
1,632
2,446
568
536
3,669
50,225
291
488
290
266
295
2,988
53
~ 150
3,967
1,768
966
2,470
1,204
v 323
20
162,330
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2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2000
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2001
2002
2002
2002
2002
2002
2002
2002
2002
2002
2002
2002

5 PD
6 D1
7 D1
8 D1
9 D1
10 U1
11 D1
12 D1
13 D2
14 D2
15 D2
16 D2
17 u1
18 U1
19 U1
20 D1
1D1
2D1
3 U2
4 PO
S PD
6 Ul
7 D3
8 D2
9 MO
10 D1
11 D1
12 U3
13 U1
14 U1
15 D4
16 D4
17 MO
18 D1
19 U1
1 PO
201

3pPD

4 PD
5 D2
6 D1
7 U2
8 D1
9u1
10 D1
11 D1

5/6/2000 15:35
6/15/2000 19:48
6/20/2000 12:51
7/14/2000 18:02

7/15/2000 1:00
7/16/2000 21:46

7/25/2000 8:30

8/21/2000 2:37
8/21/2000 23:38
8/22/2000 10:31
8/26/2000 14:23

8/29/2000 7:38

9/8/2000 10:42

9/8/2000 19:05
11/27/2000 5:01

12/8/2000 3:28
1/10/2001 23:28

1/11/2001 1:40
1/13/2001 10:46

3/3/2001 0:41
4/2/2001 1:43

4/14/2001 121

4/17/2001 7:19

4/21/2001 8:00

$/6/2001 0:59
5/16/2001 16:15
6/16/2001 12:51
8/14/2001 19:51

8/18/2001 1:32
8/20/2001 21:49

8/25/2001 0:26

8/29/2001 7:16

9/7/2001 23:05

11/24/2001 14:42
12/27/2001 10:32
2/15/2002 23:49
3/10/2002 22:51

3/23/2002 6:07

3/24/2002 6:30
4/20/2002 8:41
4/20/2002 13:03

5/2/2002 2:47
5/29/2002 21:26
7/13/2002 22:29
7/22/2002 16:50

8/5/2002 12:57

5/7/2000 20:36
6/15/2000 20:55
6/20/2000 14:50
7/14/2000 18:58

7/15/2000 2:25

7/17/2000 0:21

7/25/2000 9:26

8/21/2000 5:00

8/22/2000 1:33
8/22/2000 12:07
8/26/2000 15:19

8/29/2000 9:20

9/8/2000 15:06

9/9/2000 3:47
11/27/2000 16:30

12/8/2000 5:02

1/11/2001 1:04

1/11/2001 3:54
1/18/2001 11:40

4/2/2001 1:43
4/3/2001 0:00
4/14/20012:54
4/17/2001 13:35

4/21/2001 8:42

5/6/2001 16:56
5/16/2001 18:59
6/16/2001 17:10
8/15/2001 10:20

8/19/2001 9:52

8/21/2001 1:07

8/25/2001 1:42

8/29/20018:12

9/10/2001 12:45
11/25/2001 0:08
12/27/2001 11:24
2/23/2002 7:10
3/10/2002 23:28
3/23/2002 23:45
3/24/2002 22:45
4/20/2002 10:37
4/20/2002 23:58
5/6/2002 14:01
5/30/2002 2:24
7/14/2002 0:00
7/22/2002 17:30
8/5/2002 20:13

242
672
752
568
654

610
605
811
800
721
839

o

815
640
640

351

820
780

625
630

o

781
830

558

750
400
400
645
645

675

770
830

215
638
714
537
618

579
560
766
755
676
794

o

770
600
600

320

775
735

587
595

o

736
785

524

705
355
355
600
600

630

730
785

4460 PD FOR TURBINE OVERSPEED TESTING AND WATER CHEMISTRY FOLLOWING PO TO RELEASE TO ECC.

260 PMCS ON PA FAN 2B. REPLACED CPU CARD.
260 PA FAN 2A TRIPPED PMCS TROUBLE. WATER IN /O CABINET.
3634 Sus 1A12 MAIN BREAKER TRIPPED. SYSTEM GROUND DETECTED. UNIT RUNBACK.
3634 sus 1A12 SYSTEM GROUND ALARM. MCC 1A32 AND MCC 1A12 BREAKERS TRIPPED. UNIT RUNBACK.
3509 HP TURB EXHAUST HOOD VACUUM TRIP. MISC DRAINS RECEIVER DRAIN VALVE MALFUNCTION.
260 PA FAN 2B TRIP ON PMCS. MODICON 584 CPU BOARD REPLACED.
1710 STATIC DISCHARGE WHEN OPERATOR TOUCHED CONTROL PANEL TRIPPED 4 MILLS.
3410 8 BFP INBOARD OIL LEAK INVESTIGATION.
3410 8 BFP INBOARD BEARING OIL DEFLECTOR REPAIR.
3659 CONTINGENCY ARMING MICROWAVE PROBLEM AT ADELANTO.
30 LOW COAL SILO LEVELS DUE TO COAL CONVEYOR PROBLEMES.
4609 GENERATOR FIELD GROUND FAULT DETECTED TRIP.
4609 GENERATOR FIELD GROUND FAULT DETECTED TRIP.
4609 GENERATOR FIELD GROUND FAULT DETECTED TRIP.
4309 LOAD SET MOTOR MERCURY WETTED RELAY CIRCUITRY PROBLEM.
3659 POLE 2 BLOCK DUE TO FLASHOVER AT ADELANTO.
3659 POLE 2 BLOCK. POLE AND DC CONVERTER DIFFERENTIAL.
1060 REHEAT OUTLET TUBE LEAK REPAIRS ON PANELS 36 & 37 AND WW HANGER TUBE.
1800 SPRING 2001 PLANNED OUTAGE. TURBINE VALVES AND BOILER WORK.
4460 PO TO RELEASE TO ECC FOR FULL LOAD, INCLUDES UNIT OFF 3.05 HRS FOR TURBINE TESTS.
3412 DRUM LEVEL TRIP WHEN TESTING A-BFPT EMERGENCY GOVERNOR TEST TRIPPED THE A-BFPT.
3412 1A BFPT OVERSPEED LOCKOUT VALVE REPLACEMENT.
4261 REPLACED #1 CONTROL VALVE SERVO.
4293 REPAIR EHC LEAK & ECON RECIRC VALVE MBV-173.
9290 PULV LOADING UP DUE TO BAD COAL. PUT 2A PA FAN HIGH SPEED WHICH DIDN'T SWITCH. FAN TR
3659 POLE 1 BLOCK DUE TO POWER CONTROL GUTCH. POLE 2 METALLIC RETURN PROBLEM.
1000 BOILER WATERWALL TUBE LEAK BY IR09.
1000 MAIN TURBINE THRUST BEARING TEST MALFUNCTION. WW TUBE LEAK FOLLOWING TRIP.
260 BLR TRIP ON HIGH FURNACE DRAFT DUE TO PA FAN I31 CARD PROBLEM.
4261 REPLACE #1 CONTROL VALVE SERVO VALVE.
3299 B CIRC WATER PUMP O/S SEAL WATER FLOW PROBLEMS.
1000 BOILER WATERWALL TUBE REPLACEMENT FOLLOWING TUBE SAMPLE REPORT.
3659 POLE 1 BLOCK. DELANTO TRANSFORMER C PHASE Y BUSHING BROKEN CONDUCTOR.
1415 AFD FAN TRIP PLC PWR LOSS. UIMIT SWITCH PROBLEM ARMED UTR IN ERROR.
4261 FEB 2002 PLANNED ONE WEEK OUTAGE.
1415 1AFD FAN TRIP. LOOSE COMMUNICATION CABLE FITTING FROM REMOTE 1/O.
3659 BIDDED BI-POLE OUTAGE TO REPAIR METALLIC RETURN, WASH INSULATORS & PM DISCONNECTS.
3659 BIDDED BI-POLE OUTAGE CONTINUED.
3659 CONTINGENCY ARMING SYSTEM COMMUNICATION PROBLEM,
3659 POLE 2 BLOCKED. HOT SPOT REPAIR LINE DROP CONN TRANSFORMER B PHASE X1 Y BUSHING.
1060 BOILER TUBE LEAK IN REHEAT OUTLET HEADER AREA.
1488 1A SAH MOTOR GROUNDED. MOTOR REPLACED.
3641 sus B6 MAIN BRKR TRIP. DRUM LEVEL TRIP WHEN BFP RECIRCS OPENED.
310 5 PULV OPERATION. G PULV TRIP, C O/S MAINT, F FDR DRAG CHAIN REPAIR.
3659 POLE 2 Y BUSHING B PHASE CONNECTOR PROBLEM.

29.02
1.12
1.98
0.93
1.42
2.58
093
2.38
1.92
1.60
093
1.70
4.40
8.70

11.48
1.57
1.60
2.23

120.90
720.03

22.28

- 1.55
6.27
0.70

15.95
273
432

14.48

32.33
3.30
1.27
0.93

61.67
9.43
0.87

175.35
0.62
17.63
16.25
1.93
10.92
107.23
497
1.52
0.67
7.27

830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830

17,847

215
230
272
301
2,141
233
643
123
120
143
61
3,652
7,221
9,528
94
368
513
100,347
597,625
11,363
1,287
345
67
13,239
663
1,015
12,018
26,834
2,739
119
42
51,186
2,886
722
145,541
78

8,374

7,719

- 444

2,512

89,001

994
1,262
67
327
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2002
2002
2002
2002
2002
2002
2002
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2003
2004
2004
2004
2004
2004
2004

2004

2004
2004
2004
2004
2004
2004
2004
2004
2004
2004
2004
2005
2005

12 D1
13 D2
14 U1
15 D4
16 D4
17 D1
18 D1
101
2D1
3l
4 U1
5D1
6 Ul
7 D1
8 PO
9 PD
10 MmO
11 MO
12 MO
13 U2
14 D3
15 D1
16 D2
17 U3
18 D1
19 U2
1Uu2
2 PD
3PD
4 PD
5D1
6 Ul
7 Ul
8 D1
9 u1
10 D1
11u1
12 D2
13 u1
14 D1
15 D2
16 D2
17 D2
18 D1
102
2 D2

8/6/2002 21:54
8/9/2002 8:25
8/13/2002 6:15
8/23/2002 0:09
9/1/2002 0:00
12/13/2002 0:30
12/17/2002 15:55
1/7/2003 8:02
1/8/2003 8:23
1/8/2003 13:45
2/23/2003 18:56
2/24/2003 1:45
2/24/2003 14:19
2/24/2003 16:20
3/1/2003 0:00
3/29/2003 22:50
4/5/2003 0:53
4/13/2003 1:52
4/26/2003 0:48
6/24/2003 1:19
8/24/2003 8:58
9/26/2003 19:26
10/31/2003 21:44
11/24/2003 18:47
12/8/2003 14:22
12/19/2003 15:54
2/19/2004 14:38
3/20/2004 5:44
3/21/2004 5:42
3/22/2004 5:32
5/19/2004 19:19
8/7/2004 2:36
8/7/2004 5:58
8/7/2004 7:22
8/7/2004 11:15
8/7/2004 12:26
9/14/2004 16:25
9/20/2004 16:14
11/3/2004 9:18
11/6/2004 23:19
11/29/2004 18:37
12/5/2004 1:45
12/5/2004 6:36
12/6/2004 2:49
1/14/2005 16:55
1/18/2005 10:20

8/6/2002 22:31
8/11/2002 9:23
8/13/2002 7:56
8/23/2002 4:59
9/1/2002 2:11
12/13/2002 1:35
12/17/2002 23:28
1/7/2003 8:40
1/8/2003 10:30
1/8/2003 22:11
2/23/2003 21:14
2/24/2003 14:19
2/24/2003 16:20
2/24/2003 22:16
3/29/2003 22:50
3/31/2003 7:00
4/6/2003 9:07
4/13/2003 19:16
4/27/2003 22:34
6/29/2003 13:11
8/24/2003 11:01
9/26/2003 20:56
10/31/2003 22:25
11/26/2003 23:43
12/13/2003 20:27
12/20/2003 5:52
2/21/2004 21:19
3/20/2004 23:51
3/21/2004 21:47
3/22/2004 22:05
5/20/2004 4:29
8/7/2004 4:42
8/7/2004 7:22
8/7/2004 11:15
8/7/200412:26
8/7/2004 19:20
9/14/2004 19:20
9/20/2004 21:48
11/3/2004 11:24
11/7/2004 0:00
11/29/2004 22:07
12/5/2004 4:26
12/5/2004 10:40
12/6/2004 6:09
1/15/2005 14:32
1/18/2005 12:57

795
840

775
820
740
645
720
645

840

840

110

o C©

830
920
500

785

532
527
516
685

850

850

930

841
875
850
925
645
740
650

750
795

0
730
775
695
600
675
600

0

0
795

0
795

86

[ =

780
870
450

742

490
486
479
635

800
800
880

791
825
800
875
600
690
600

310 5PULV OPERATION. C O/S MAINT, B FDR AND A PULV TRIPPED.
3440 HP HTR 6A TUBE LEAK REPAIRS.
4307 FAILED MERCURY WETTED RELAY ON EHC TURBINE SPEED REF CARD SLOT 153-B.
3412 BIDDED 1A BEPT EMERGENCY GOVERNOR INVESTIGATION & BLR RV 5 HYDROSET.
3412 8IDDED REPAIR 1A BFPT EMERGENCY GOVERNOR LOCKOUT SV-13 SOLENOID COIL

3621 sus 1B04 TRIPPED OPEN DUE TO B ASH WTR PMP BRKR GROUNDED PHASE TO PHASE.

3659 POLE 2 A-PHASE CONVERTER TRANSFORMER FLASHOVER AT ADELANTO.
3659 POLE 2 BLOCK DUE TO ARCING ON LINE. 2 PULV WERE TRIPPED.

3659 POLE 2 BLOCK DUE TO ARCING ON LINE.

3621 B AUX TRANSFORMER DELUGE. MAIN BANK ELECTRICALLY ISOLATED.
3659 CONTINGENCY ARMING TRIP DUE TO LOSS DC POLES 1&2. PLANE CRASH CA.
1410 A FD FAN DIFFERENTIAL CURRENT PROTECTION CIRCUIT PROBLEM.
1415 LOW FURNACE DRAFT TRIP. CONTROL PROBLEM IN LOGIC.

1410 A FD FAN DIFFERENTIAL CURRENT PROTECTION CIRCUIT PROBLEM.
4400 SPRING 2003 PO. NEW HP TURB, OFA AND PLATEN EXTENSION.

4460 STARTUP ACTIVITES FOLLOWING A PLANNED OUTAGE.

4099 REMOVE STARTUP SCREENS & TURBINE BALANCE SHOTS.

1000 WATERWALL TUBE LEAK REPAIR & TURBINE BALANCE SHOT.

1000 WATERWALL TUBE LEAK REPAIR.

4261 #2 TURBINE CONTROL VALVE REPAIR.

3412 1A BFPT EMERGENCY GOVERNOR TEST SOLENOID SV-6 MALFUNCTION.

310 B PULV EMERGENCY TRIPPED. 6 PULV OPERATION WITH LOW:BTU COAL.
3220 REPAIR OF BROKEN VENT LINE ON CW LOWER PASS OF B CONDENSER.
1030 BOILER LEAK AT INSPECTION PORT ON THE REAR SCREEN TUBE HEADER.
3659 POLE 1 TRIPPED. LEAK IN FINE WATER SYSTEM AT ADELANTO.

1020 BOILER TUBE LEAK AT HORIZONTAL CONVECTION PASS LEFT SIDE WALL.

1060 BOILER TUBE LEAK AT FINISHING REHEATER,

3659 BI-POLE OUTAGE/LINE WORK.

3659 BI=POLE OUTAGE/LINE WORK CONTINUED.

3659 BI-POLE OUTAGE/LINE WORK CONTINUED.

3659 ADELANTO LOST A LINE DROP FEEDING THE A-PHASE CONVERTER TRANSFORMER.
3412 B BFPT TRIPPED DURING WEEKLY OVERSPEED TESTING. UNIT TRIP DRUM LEVEL.
3412 ORUM LEVEL TRIP WHEN A BFPT TRIPPED. B BFPT O/S TROUBLESHOOTING.

3412 ABFPT O/S TROUBLESHOOTING. LOAD LIMITED TO 850 MW.

9900 DRUM LEVEL TRIP WHEN HIGH DRUM PRESS FORCED $/8 BFP OUT HOR.

3412 A BFPT O/S TROUBLESHOOTING. ACTIVE THRUST WEAR TRIP PRESS SWITCH 190 (GE PS-2) REPLAC

4302 TURBINE TRIP ON LOSS OF STATOR COOLING WATER INDICATION.
9250 6 PULV OPERATION WITH LOWER BTU COAL. UNABLE TO MAINTAIN FULL LOAD.
3843 LOW DRUM LVL TRIP DUE TO LOSS Al PRESS CAUSING RECIRC'S TO OPEN.
3133 1cvACUUM PUMP TRIP. 10 WOULD NOT START. SUS 184 TRIP.
250 6 PULV OPERATION. G FOR FAILED CONTROLLER REPLACEMENT.
9250 LOWERED LOAD TO GRIND OUT PULVERIZERS. LOWER BTU COAL.
9250 LOWERED LOAD TO GRIND OUT PULVERIZERS. LOWER BTU COAL.
3659 DC POLE #2 BLOCKED. DIFFERENTIAL PROTECTION RELAY.
3659 ADELANTO COMMUNICATIONS AND CONTROL PROBLEMS WITH POLE #1."
3659 1CS VALVE HALL, POLE #1 C PHASE WATER SYSTEM LEAK.

0.62
48.97
1.68
4.83
2.18
1.08
7.55
0.63
2.12
8.43
2.30
12.57
2.02
593
694.83
32.17
31.23
17.40
45.77
131.87
2.05
1.50
0.68
52.93
126.08
13.97
54.68
18.12
16.08
16.55
9.17
2.10
1.40
3.88
1.18
6.90
2.92
5.57
2.10
0.68
3.50
2.68
4.07
3.33
21.62
2.62

830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
830
855
855
855

900
900
900
900
900
900
900
900
900
900
900

900
900
900

900
900
900
900
900
900
900
900

900

50
1,714
1,394

483
120
146
1,737
98
488
6,997
1,909
440
1,677
208
576,709
23,934
26,702
14,877
39,133
118,683
246
45
306
47,637
19,921
12,573
49,212
7,429
6,657
6,968
2,430
1,890
1,260
388
1,062
690
2,628
111
1,890
74
263
268
102
999
4,540
786
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2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2005
2006
2006
2006
2006
2006
2006
2006
2006
2006
2006
2006
2006
2006
2006

3D1
4 D1
5 D2
6 D2
7 PO
8 D1
9 D1
10 U2
11 u1
12 U1
13 MO
14 U2
15 U2
16 D1
17 MO
18 D4
19 u1
201
21 D1
22 D2
23 U2
24 D2

25 D2 -

26 N1
27 D2
28 D4
29 D2
30u1
31 D2
32 D2
33 D2
34 MO
1 D2
2 D1
3 D1
4 D1
502
6 D4
7 D2
8 D2
9 D2
10 D1
11 D2
12 D2
13 D4
14 U2

1/19/2005 19:22
2/13/2005 16:20
3/2/2005 0:58
3/3/2005 10:14
3/5/2005 0:50
4/4/2005 7:04
4/4/2005 11:08
4/7/2005 0:25
4/14/2005 6:18
4/20/2005 8:40
4/23/2005 1:10
4/30/2005 7:52
5/1/2005 0:08
5/2/2005 1:24
5/7/2005 1:06
6/8/2005 1:17
6/24/2005 20:47
6/25/2005 0:44
8/24/2005 6:03
9/9/2005 6:45
9/15/2005 0:07
9/21/2005 15:30
9/23/2005 19:25
10/19/2005 22:31
10/20/2005 13:00
10/29/2005 9:00
10/29/2005 11:26
11/12/2005 3:52
11/12/2005 5:19
11/12/2005 8:58
11/12/2005 15:25
12/2/2005 23:37
1/30/2006 12:22
2/27/2006 20:12
3/4/2006 2:13
3/18/2006 16:21
3/20/2006 18:22
4/8/2006 7:01
5/18/2006 10:55
5/30/2006 23:30
6/2/2006 7:08
6/2/2006 11:01
6/6/2006 23:26
6/26/2006 11:28
7/16/2006 1:01
8/6/2006 2:58

1/20/2005 3:57
2/13/2005 17:35
3/2/2005 2:28
3/3/2005 11:09
4/3/2005 9:43
4/4/2005 7:56
4/4/2005 16:30
4/9/2005 10:02
4/14/2005 10:03
4/20/200s 10:38
4/30/2005 2:38
4/30/2005 20:59
5/1/2005 17:51
5/7/2005 1:06
5/12/2005 17:35
6/8/2005 4:34
6/25/2005 0:02
6/25/2005 2:05
8/24/2005 14:25
9/9/2005 10:03
9/21/2005 4:17
9/21/2005S 16:32
9/23/2005 21:55
10/20/2005 0:21
10/29/2005 9:00
10/29/2005 11:26
11/12/2005 3:51
11/12/2005 5:19
11/12/2005 8:58
11/12/2005 15:25
12/2/2005 23:37
12/3/2005 18:12
1/30/2006 18:15
2/28/2006 4:59
3/4/2006 14:46
3/20/2006 9:32
3/21/2006 10:16
4/9/2006 19:15
5/18/2006 12:48
5/31/2006 0:46
6/2/2006 8:08
6/2/2006 11:34
6/7/2006 0:23
6/26/2006 12:45
7/16/2006 9:02
8/6/2006 20:56
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930
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392
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400
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650
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585
800
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923

600
851
800
830
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659
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861

860

759

800

785

750

880
800
880

880

720
880

615
635
356

645
640.
350
740

600
650
535
750
875
873

3659 DC POLE #1 BLOCKED. B PHASE HIGH TEMP ALARM CAUSED DELUGE AT ADELANTO.

1475 1A & 1D 1D FAN CONTROL PROBLEMS. BACKED OUT FUEL TO CONTROL DRAFT.
310 6 PULV OPERATION TO REPAIR COAL LEAK ON D PULV INLET PIPE.
250 6 PULV OPERATION TO REPAIR F FDR PLUGGED CHUTE PADDLE SWITCH.

1810 SPRING 2005 4 WEEK PLANNED OUTAGE.

1475 A& CID FANS TRIPPED. MANUALLY TRIPPED D AND H PULV.

3659 POLE 1 0/S TO INVESTIGATE CONVERTER TRANSFORMER GAS ALARM. ALL LOAD U1 ONLY.

1040 TUBE LEAK REPAIR IN PSH SECTION 13 1/2 FLOOR, NE CORNER.

4420 T 13 TURBINE VIBRATION TRIP,

4420 T 13 TURBINE/GENERATOR VIBRATION TRIP.

4240 TURBINE/GENERATOR BEARING INSPECTION AND REPAIR. T11 AND T13 WORK.

4420 INSTALL BALANCE SHOT TURBINE/GENERATOR.

4420 INSTALL BALANCE SHOT TURBINE/GENERATOR.

4613 H2 PRESSURE AND TURBINE SEAL FEOW LIMITATIONS.

4613 GENERATOR HYDROGEN SEAL REPAIR AND TURBINE-GENERATOR ALIGNMENT.
344 6 PULV OPERATION TO INSPECT EXTENT OF D PULV REPAIRS.

3653 LOSS OF BOTH DC POLES. U1 SELECTED TO TRIP.

3408 HIGH DRUM LEVEL TRIP ON STARTUP/LOADING.

3653 ICS POLE 2 TRIP. CONNECTION WENT BAD TRANSFORMER 2, B PHASE LINE DROP X-1. AVE LOAD.

250 B'COAL TRIPPED FULL COAL. MILL SHUTDOWN TO CLEAR FDR. LOW BTU COAL.
3620 MAIN TRANSFORMER A-PHASE BUSHING REPLACEMENT.
340 EPULV STARTUP PROBLEM. K6 STOP RELAY REPLACED. o
3285 WATER QUALITY AND LOW LEVELS AT COOLING TOWERS DUE-TO BROKEN LINE.
1799 TOTAL AIR FLOW TRANSMITTER/CARD PROBLEMS. UTR AIR FLOW.
510 MAIN STEAM SAFETY RV-6 GAGGED LIMITING STEAM FLOW CAPABIUTY.
510 ECC BID TOCHECK EXTENT OF MAIN STEAM RV-6 DAMAGE.
510 MAIN STEAM SAFETY RV-6 GAGGED LIMITING FLOW CONTINUED.
3412 BFPT 1A GOVERNOR/THRUST BEARING INSTRUMENTATION. LOW DRUM LEVEL TRIP.
510 CONTINUED MS SAFETY RV-6 GAGGED LIMITING STEAM FLOW CAPABILITY.
3412 WORK ON ACTIVE AND INACTIVE THRUST BEARING PRESSURE SWITCHES FOR BFPT 1A.
510 CONTINUED MS SAFETY RV-6 GAGGED LIMITING STEAM FLOW CAPABILITY.
510 REPAIR MAIN STEAM SAFETY RV-6. i -
3659 POLE 2 0/S - CONVERTER TRANSFORMER OIL LEAK REPAIR AT ADELANTO.
3659 POLE 2 TRIPPED - TRANSFORMER GAS DETECTED @ ADELANTO FACILITY.
3659 1CS POLES TRIPPED - DC LINE PROTECTION TRIP & SUBSEQUENT NEUTRAL BRAKER FAILURE.
3659 ICS POLES TRIPPED - DAMAGED REACTORS ON FILTER BANKS. AVE LOAD OVER TIME USED.
3659 HARMONIC RESONANCE CONCERNS WITH DAMAGED REACTORS ON FILTER BANKS.
3110 8ID TO LOCATE AND PLUG CONDENSER TUBE LEAKS. FOUND ON C COND OUTER PASS.
4610 REPAIR HYDROGEN COOLER COOLING WATER LEAK.
3659 DC POLE 1 BLOCKED. MICROWAVE COMMUNICATION PROBLEM @ ADELANTO.
3220 REPAIR WATERBOX VENT LINE ON B COND RETURN LOWER PASS.
1455 A & B ID FANS TRIPPED. OPERATOR TRIPPED A,D,& H PULV TO AVOID UTR ON DRAFT.
3659 DC POLE 1 BLOCKED TO REPLACE FAILED POWER SUPPLY @ ADELANTO.
3441 6A HP FW HTR WATER SIDE RELIEF VALVE BLOWING. TOOK HP HTR STRING 0/s TO RESET.
3441 8IDDED DERATE TO REPLACE HP HTR 6A TEF-RV-112.
1000 BOILER TUBE LEAK @ WW TUBE BEND YOKE AROUND SB IR 19.

8.58
1.25
1.50
0.92
703.88
0.87
5.37
57.62
3.75
1.97
169.47
13.12
17.72
119.70
136.48
3.28
3.25
135
8.37
3.30
148.17
1.03
2.50
1.83
212.00
243
329.42
1.45
3.65
6.45
488.20
18.58
5.88
8.78
12.55
41.18
15.90
36.23
1.88
1.27
1.00
0.55
0.95
1.28
8.02
17.97

900

900
900
900
900
900
900

900
900
900

900
900

900

900
900

900

2,574
61

150

64
633,492
239
1,294
51,858
3,375
1,773
162,523
11,808
15,948
4,668
122,832
131
2,925
1,215
1,180
330
133,353
118
375
1,647
4,240
243
6,588
1,305
73
1,161
9,764
16,722
1,676
2,327
6,827
10,501
4,134
19,927
301
381
250
201
143
32
217
16,173
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2006
2006
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2007
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008
2008

15 D1
16 D4
102
2 D1
3D1
4 D1
5 PO
6 PD
7 U1
8 D1
9 MO
10 D2
11 D4
12 D4
13 u1
14 D1

-15 D1
‘16 D1

17 D4
18 U2
19 un

120 U2
.21 U2

22 U2
1 D4
2 D1
3 D4
4 D2

- 5P0

6 Ul
7uU1
9 U1
10u1
11 D1
12 D1

‘13 D4

14 D1

'15 D1
16 U2
:17 D1

18 D4
19 D1
20 MO
21 D2
22 D2
23 D2

8/12/2006 18:26
9/16/2006 0:43
1/11/2007 19:04
2/20/2007 4:39
2/20/2007 6:43
2/20/2007 8:56
3/30/2007 23:01
4/29/2007 0:21
5/1/2007 19:44
5/1/2007 22:02
5/13/2007 0:29
5/15/2007 4:50
$/20/2007 0:15
5/20_/2007 2:50
5/30/2007 7:38
6/6/2007 23:56
9/3/2007 17:10
9/10/2007 7:40
9/22/2007 23:51
10/25/2007 20:25
11/1/2007 3:56
11/2/2007 1:32

- 11/5/2007 19:33 -

11/9/2007 7:49
1/4/2008 3:04
1/13/2008 7:37
2/2/2008 12:06
2/16/2008 10:44
3/7/2008 23:34
3/10/2008 5:59
3/10/2008 9:07
5/24/2008 3:50
5/24/2008 6:41
6/17/2008 15:17
6/24/2008 14:47
7/13/2008 1:30
7/19/2008 3:03
7/30/2008 1:00
8/2/2008 18:16
8/6/2008 15:27
8/30/2008 22:56
10/5/2008 13:04
10/11/2008 0:32

10/13/2008 11:40

11/4/2008 9:01
11/6/2008 16:10

8/12/2006 19:13
9/16/2006 3:29
1/11/2007 20:28
2/20/2007 4:57
2/20/2007 7:45
2/20/2007 14:16
4/29/2007 0:21
5/1/2007 11:12
5/1/2007 22:02
5/13/2007 0:29
$/13/2007 13:31
5/15/2007 5:30
5/20/2007 2:50
$/20/2007 6:03
5/30/2007 9:19
6/7/2007 1:21
9/3/2007 18:55
9/10/2007 9:04
9/23/2007 5:11
11/1/2007 0:44
11/1/2007 5:40
11/5/2007 7:59
11/9/2007 2:07
11/11/2007 0:17
1/4/2008 4:05
1/13/2008 9:30
2/2/2008 22:31
2/16/2008 14:20
3/10/2008 0:50
3/10/2008 8:02
3/10/2008 10:01
5/24/2008 6:21
5/24/2008 7:24
6/17/2008 20:08
6/24/2008 15:30
7/13/2008 3:02
7/19/2008 5:20
7/30/2008 2:22
8/4/2008 17:57
8/6/2008 16:20
8/31/2008 0:41
10/5/2008 17:01
10/13/2008 6:30

10/13/2008 16:30

11/4/2008 11:50
11/7/2008 2:45
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840
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850
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750
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554
868
810
830
693

0
667
820
709

0
874
875
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3659 LINE FAULTS CAUSED TRIP BOTH DC POLES. AVERAGE LOAD OVER TIME.
3412 BIDDED REPLACEMENT OF 1A BFPT EMERGENCY GOVERNOR SOLENOID.
3659 ICS FILTER BANK 2 TRIP. ECC RAMPING UNITS TO MAINTAIN 1280 MW ON DC LINES.

3659 P2 TRIPPED BURNED CONNECTION ON CONVERTER TRANSFORMER A-PHASE. P1 DC HARMONICS TRIP.

3659 P2 TRIP BURNED CONNECTION CONVERTER TRANSFORMER A-PHASE. P1 DC HARMONICS TRIP.
3659 P2 TRIP BURNED CONNECTION CONVERTER TRANSFORMER A-PHASE. P1 DC HARMONICS TRIP.
4830 SPRING 07 SIR. GENERATOR FIELD REWIND, DCS CHANGEOQUT, GENNEREX REPLACEMENT.
4460 BIDDED STARTUP ACTIVITIES INCLUDING GENERATOR BALANCE SHOT AFTER PO. AVE LOAD OVER TI
1475 DCS COMMUNICATION INTERNAL GUTCH. LOST C&D ID FAN SPEED REFERENCE.
510 MAIN STEAM UMITATION DUE TO RV-8 GAGGED DUE TO LEAKAGE.
510 BIDDED REPAIR OF MAIN STEAM RV-8.
550 REPLACE REHEAT #2 INTERCEPT SERVO DUE TO EHC LEAK.
510 BIDDED HYDROSET MAIN STEAM SAFETY VALVES.
855 BIDDED HYDROSET DRUM SAFETY VALVES & REPAIR A-BFP OIL LEAK.
1475 LOOSE CONNECTION ON DCS TB13 POWER FEED fO 1D FAN COMMUNICATION. FURNACE PRESS TRIP.
8199 TRIP D SCRUBBER MODULE. ANALOG INSTRUMENT & PC CPU FAILURE.
340 A PULV TRIPPED DUE TO DAMPER PROBLEMS.
340 8 PULV TRIP. PLUGGED PYRITE LINE.
3412 BIDDED REPAIR/SERVICE ON 1A AND 18 BFPT.
3620 MAIN TRANSFORMER C PHASE LOW SIDE BUSHING OIL LEAK.
1700 HIGH DRUM LEVEL TRIP WHILE BRINGING A-BEPT ON-LINE.
1050 BOILER TUBE LEAK SSH OUTLET PENDANT. NOTE: TIME CHANGE DURING INCIDENT. 1 HR ADDED.
1050 BOILER TUBE LEAK SSH OUTLET PENDANT.
1060 BOILER TUBE LEAK RH OUTLET SECTION.
3412 under bid to troubleshoot BFPT 1A emergency trip system.
3659 (Cs Pole 2 control issues. Unit runback.
3412 under bid to troubleshoot BFPT 1A servo valve.
325 6 pulv operation with lower BTU coal. E o/s maint overhaul. A o/s tire skidding.
855 Short Spring 08 PO. Blr drum safety RV-2, C Cond pmp. Time change during outage.
9900 Inadverdent setting entered on PA duct press. Unit trip on furnace press.
3499 High drum level trip while closing recirc viv on A-BFP during startup.
4309 Turbine trip during weekly turbine backup oversoeed test.(BOST)
4309 Turbine trip while testing BOST during initial load ramp. Failed relay output module.
3659 P2 trip - Xfrr oil press relay. P1 trip - filter bank #1 BRKR #5 problem. Ave load.
340 A coal mill tripped. 6 mill operation with lower HHV coal.
855 Drum safety RV-2 hydroset.
898 G pulv tripped. Water in electrical junction box from pyrite line leak.
3644 1D Fan A&SB tripped. SUS 1A12 ground déetected. 1A1 scrubber sump pmp grounded.
1000 Boiler ww tube leak lower throat area SE side
3659 oC Pole 1 trip. Unit runback. Two pulverizers tripped by operations.
855 Hydroset deum safety RvV-2.
3659 Pole 2 Trip. Controller problem at Adelanto.
1000 Boiler WW tube leak at SB 121 area.
340 6 pulv operation to clean out G mill due to breaker problem.
320 6 pulv operation to remove redler flights in H mill.
340 6 pulv operation for E pulv pyrite plow and gate repairs.
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3.95
53.97

4.83

2.82

10.58

900
900
900
900
900
900
900
900
900
900
900
900
900
900
900
900

900
900
900

900
900
900
900

900
900
900
900

900
900
900
900
900

900
900
900
900
900

900

1,
627,
43,
2,

3,
1,

272
416
266

78
268
546
597
255
070
997
727
134
155
419
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2008
2008
2008
2008
2008
2009
2009
2009
2009
2009
2009
2009
2009
2009
2009
2009
2009
2009
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010
2010

24 D1
25 D1
26 D1
27 D1
28 b1
1u1
2 D2
3 PO
4 PD
501
6 D2
7 D2
8 D1
9 D4
10 D1
11 D1
12 D4
13un
1U1
2 D2
3 PO
4 PD
5D1
6 D1
7 D4
8 D4
9 D4
10 D4
11 U1
12U
13 D2
14 D1
1501
16 U1
17 U1
18 D2
19 D1
20 PD
21 PD
22 U1
23 un1
24 U1
25 MO
26 D2
27 PD
28 PD

11/10/2008 8:30
11/10/2008 14:30
12/3/2008 18:10
12/6/2008 18:57
12/16/2008 9:17
3/4/2009 8:55
3/7/2009 15:58
3/29/2009 9:58
4/25/2009 16:29
4/27/2009 19:48
5/1/2009 8:55
5/2/2009 20:21
5/11/2009 6:02
5/16/2009 23:15
6/23/2009 0:08
7/28/2009 6:43
8/17/2009 9:22
9/12/2009 2:51
1/18/2010 14:43
1/19/2010 13:18
2/5/2010 23:42
2/13/2010 8:21
"2/14/2010 16:04
2/14/2010 18:41
2/27/2010 23:56
5/9/2010 23:58
5/15/2010 5:15
5/21/2010 22:01
6/5/2010 11:18
6/5/2010 19:20
7/13/2010 20:37
8/25/2010 17:13
9/12/2010 21:31
9/13/2010 0:45
9/13/2010 3:54
9/13/2010 12:23
9/22/2010 9:17
10/3/2010 3:11
10/5/2010 17:18
10/21/2010 5:42
10/21/2010 11:03
10/21/2010 17:20
10/27/2010 23:03
10/30/2010 14:36
10/30/2010 21:10
10/31/2010 22:11

11/10/2008 11:00
11/10/2008 15:45
12/3/2008 20:23
12/6/2008 22:04
12/16/2008 10:27
3/4/2009 12:51
3/7/2009 16:50
4/25/2009 16:29
4/26/2009 23:16
4/27/2009 20:50
5/1/2009 12:29
5/3/2009 2:42
5/11/2009 14:35
5/17/2009 3:40
6/23/2009 10:52
7/28/2009 11:51
8/17/2009 18:25
9/12/2009 5:01
1/18/2010 16:32
1/19/2010 15:20
2/13/2010 8:21
2/14/2010 16:04
2/14/201017:32
2/14/2010 21:50
2/28/2010 2:07
5/10/2010 5:30
5/15/2010 7:08
5/24/2010 7:00
6/5/2010 16:25
6/5/2010 21:37
7/14/2010 15:08
8/25/2010 18:36
9/12/2010 22:08
9/13/2010 3:13
9/13/2010 5:10
9/13/2010 13:12
9/22/2010 11:07
10/3/2010 6:20
10/15/2010 23:37
10/21/2010 10:58
10/21/2010 13:00
10/21/2010 21:21
10/29/2010 3:07
10/30/2010 19:59
10/31/2010 10:59
11/1/2010 0:00
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3521 78 FW Hitr trip while testing Htr 68. MBV-6 found grounded. Replaced motor.
3521 8 Htr string trip while testing MBV-6 motor limits.
250 6 pulv operation. D fdr and mill trip. Metal removed from feeder.
340 6 pulv operation. G mill trip due to pyrite water leak on PA flow transmitter.
250 6 pulv operation. B coal feeder faulty relay.
4740 Generator lockout relay 86G1-1 trip.
330 6 pulverizer operation to repair coal leak on H pulverizer large access door.
1800 spring 2009 PO. DCS phase 6 PLC to DCS I/O upgrade. PAH basket replacement.
4460 startup following PO to release to ECC. Includes 9.32 hrs for turbine testing & T12
250 5 pulv operation. A pulv trip on fdr plugged chute. E pulv bow! retorque, C PA dmpr
3415 Repair oil leak on 1B BFPT.
3415 Repair oil leak on 18 BFPT.
3659 DC Pole 2 trip. Sudden press relay actuation at Adelanto. Ave load over time.
855 scheduled bid to hydroset drum and main steam safety valves.
3659 DCPOLE 2 TRIP. C-PHASE TAP PROBLEM AT ADELANTO.
3659 DCPole 2 trip. High gas pressure trip from faulty relay at IGS.
3415 B BFPT o/s for scheduled repair of oil leak at front standard.
4302 Turbine UTR - CV #2 ground in limit switch.
3659 FLASHOVER AT ADELANTO TRIPPED POLE 1. POLE 2 TRIPPED HARMONICS. CONT ARMING TRIPPED UL1.
1488 SAH 1B ELECTRIC DRIVE MOTOR TRIP ON HIGH AMPS DUE TO LOW LUBE OIL IN GEARBOX.
4899 SCHEDULED INSPECTION & REPAIR. GENERATOR STATOR LEAK REPAIR.
4460 STARTUP TO RELEASE TO ECC FOLLOWING PO. INCLU_.DES 3.63 HRS FOR OVERSPEED & CV TESTING.

3659 POLE 1 0/S SIR. ADELANTO POLE 2 TRIP CAPACIT: OR EXPLOSION IN HARMONIC FILTER. AVE LOAD USED.

3659 POLE 11/S. INVESTIGATING POLE 2 TRIP. TOTAL LOAD LIMITED TO 1200 MW BOTH UNITS.
510 BIDDED HYDROSET OF MAIN STEAM SAFETIES S, 7 & 8.
1150 BID TO CYCLE LOAD TO DE-SLAG BOILER.
1150 BID TO DE-SLAG BOILER BY ON-LINE BLASTING.
1150 8ID TO DE-SLAG BLR. INCLUDES BURNER TURNDOWNS, LOAD CYCLING & CLINKER BLASTING.
3659 CONTINGENCY ARMING TRIP AFTER REPLACING A BLOWN FUSE IN SYSTEM.
3499 DRUM LEVEL TRIP DURING STARTUP LOAD RAMP.
3431 HP HTR STRING A O/S TO REPAIR WATER SIDE DISCHARGE VALVE 1FWA-MBV-42.
3659 DC POLE 2 TRIP DUE TO FLASHOVER AT ADELANTO SWITCHYARD. AVE LOAD USED.
260 2A PAN FAN TRIP. WATER IN REMOTE /0.
260 2A PA FAN TRIP. 28 PA FAN TRIPPED ON OVERCURRENT. UNIT TRIP.
3499 DRUM LEVEL TRIP DURING STARTUP LOAD RAMP.
620 MANUAL TRIP D&E PULVERIZERS DIE TO LOSS MS SPRAYS. DEAD MODICON PWR SUPPLY.
3631 CPULVERIZER TRIPPED. MCC 1A24 TRIP. FAILED BREAKER.
3659 POLE 1 OUTGE TO INSTALL TEST EQUIPMENT IN PLC YARD. AVE LOAD USED.
3659 POLE 2 TRIP. DAMAGED WIRING. POLE 2 SIR. CONTROLS UPGRADE AND FIRE DAMAGE REPAIR.
3643 ESSENTAIL SERVICES INVERTER 1 TRIPPED. INVERTER/STATIC X-FER SWITCH FAILURE.
1799 INITIAL STARTUP LOGIC NOT SEEING MILL 1/S. REVERSE POWER RELAY TRIP.
1700 DRUM LEVEL TRIP DUETO FUEL SWINGS AFTER REMOVING JUMPER ON B MILL BRKR CONTACT.
1050 BLR TUBE LEAK REPAIR ON SSH INTERMEDIATE STEAM COOLED SPACER TUBE CONNECTION.
300 E COAL MILL COUPLING REPAIR.
3659 POLE 1 0/S UPGRADE TESTING OF POLE 2.
3659 POLE 1 0/S UPGRADE TESTING OF POLE 2.
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953
2,522
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3,219
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1,635
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3,065
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